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SO Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT
CENTERS FOR DISEASE CONTROL (CDC)

% ‘A /\( )% ( ia chi/Address: 140 Duong Lé Hong Phong,Phudng Trudng Vinh, Tinh Nghé An/
7~ \ & S VLAT 1.0897 7 140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
“lyy{ S ISONEC 17025 201 DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com
PHIEU KET QUA THU NGHIEM | S6/No : 1035/PKN-KSBT
TEST REPORT
1. Tén miu/Name of sample: Nudc mdy Mai s6/Code:  2509560/140
2. Vi tri ldy mAu/Sampling locations: Tram cép nude sinh hoat Tho Thanh
Xo6m TamHop xa Bong Thanh , tinh Nghé An
3. M6 ta mau/Description: Can nhya 5L x 1 can ,]500ml/chai nhua kin x 2 chai,
500mL/chai nit mai x 2 chai ( Can nhua, Chai nhya, chai thiy tinh ¢6 niém phong)
4. Ngay gio' nhan miu/Sample date and time:  Ngay 26/9/2025
5. Ngudi giao mau/Sample delivery man: CN Hoan — Khoa SKMT& YTTH Trung tim KSBT Nghé An
6. Ngay gi¢' thir nghi¢m mau/Sample test date and time: Ngay 26/9/2025 dén ngay 21/11/2025
7. Két qua thir nghiém/Test result:
Gidi han toi da
TT Tén chi tiéu Don vi Phuong phap thir ReCthI[E)l!][eill’)ni ’ Két qua
No. Characteristic Unit Test method su Result
(QCbpP
01:2021/NA)
Cic thong s6 nhém A
Thong s6 vi sinh vt
1 | Coliforms* CFU/100 mL | TCVN 6187-1:2019 <3 KPH
E. coli * hodc :
2 Coliformehinsiliigt CFU/100 mL | TCVN 6187-1:2019 <l KPH
Théng s6 cam quan vii vo co
3 | Clodutu do mg/L HANNA - HI 97701 0,2-1,0 1,56
4 | DS duc* NTU TCVN 12402-1:2020 2 4,12
Mau sac* TCU TCVN 6185 - 2015 15 0,0
6 ui, vi Ciim quan Khong. cO mui, Khong. cO muli,
vila vila
7 | pH* TCVN 6492:2011 6,0-8,5 7,29
Cic thong s6 nhém B
g |Jweslvang CFU/100mL | SMEWW 9213B S| KPH
(Staphylococcus aureus)
S % swanh®
g | Tk mosanh CFU/100mL | TCVN 8881:2011 <l KPH
(Ps.Aeruginosa)
Amoni ( NH3 va NHs* SMEWW 4500-NH3F 0,3
101 finh theo N)* g 2023 KPH(< 0,006)
11 | Antimon (Sb) mg/L ISO 15586 : 2003 0,02 KPH(< 0,001)
12 | Bari (Ba) mg/L TCVN 6660:2000 0,7 KPH(< 0,03)
Bor tinh chung cho ca mg/L TCVN 6635:2000 0,3 :
e Borat va axit Eoric (B) KPH(<0,012)
i Cadmi (Cd) mg/L ISO 15586 : 2003 0,003 KPH
(< 0,00003)

1.Céc két qua thir nghiém ghi trong phiéu nay chi c6 gié tri ddi voi miu thir nghn;m/ Test result are valid for the submitted sample(s) only.

2.Khong duge trich ddn mdt phn phiéu két qua thir nghiém néu khong c6 sw dong y bing vin ban ctia Trung tam kiém sodt bénh 1t Nghé An /
The test report must not be reproduced without the written a;gpl oval of Ngh¢ An Center for disease control

3.Tén may, tén khach hang dugc ghi theo yéu cau clia noi giri mau
4.Phiéu két qua nay dugc [am thanh 03 ban: 02 bén tra cho khich hang, 01 ban luu tai Khoa Xeét Nghi¢m/

/ Name of sample(s) and customer are writlen as customer’s request.

The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department
5* Chi tiéu duge cong nhin ISO/IEC 17025:2017/*Tests area ccredited ISO/IEC 17025:201

6** Chi tiéu sir dung don vi bén ngoai/** External unit usage criteria

BM 7.8.01

I.4n ban hanh: 1

Soat xét: 1



CENTERS FOR DISEASE CONTROL (CDC)

SO Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT

Dia chi/Address: 140 Duong L& Hong Phong,Phudng Truong Vinh, Tinh Nghé An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT
Giéi han toi da
a )8 LR X : 5 ho phép ) F—
TT Tén chi tiéu Don vi Phuong phap thir - s Keét qua
No. Characteristic Unit Test method Reg(,fslg}')lll)mtt Result
01:2021/NA)

15 | Chi (Plumbum) (Pb) mg/L ISO 15586 : 2003 0,01 KPH(< 0,0006)
16 | Chi sd0 Pecmanganat* mg/L TCVN 6186-1996 2 0,32

17 | Chloride ( CI" )* mg/L TCVN 6194-1996 250 7,44

18 | Chromi (Cr) mg/L ISO 15586 : 2003 0,05 KPH(< 0,0003)
19 | Bong (Cuprum)(Cu) mg/L TCVN 6193-1996 1 KPH(< 0,006)
20 | PO cung tinh theo CaCO3* mg/L TCVN 6224 -1996 300 134

g1 | B F) mel TCVN 6494-1:2011 1,5 0,426

22 | Kém (Zincum) (Zn) mg/L TCVN 6193-1996 2 KPH(< 0,006)
L me/L SMEWW 3111B: 0,1 <0.02

2023

24 | Natri (Na) mg/L TCVN 6660:2000 200 3,294

25 | Nickel (Ni) mg/L 1SO 15586 : 2003 0,07 KPH(< 0,0006)
26 | Nitrat ( NOs tinh theo N)* mg/L TCVN 6180-1996 2 0,144

27 Nitrit ( NOz" tinh theo N )* mg/L TCVN 6178-1996 0,05 KPH(< 0,003)
28 Sét (Ferrum) (Fe)* mg/L SMEW\;’OgOO-FeB: 0,3 <0,05

29 Seleni (Se) mg/L SME\A;BA;;] 14B: 0,01 KPH(< 0,0006)
30 | Sunphat mg/L TCVN 6494-1:2011 250 KPH(< 0,006)
31 (TP‘};)Y ngen (Hydrargymam) || mgl TCVN 7877-2008 Gl KPH(< 0,0006)

Tong chat rin hoa tan mg/L SMEWW 2540 C: 1000

32 | (TDS) 2023 147,62

33 | Xyanua (CN)* mglL TCVN 6181-1996 0,95 KPH(< 0,003)
34 |24-D neg/L US EPA 8321B:2007 = KPH(< 3)
35 |2.4-DB ug/l US EPA 8321B:2007 20 KPH(< 3)
36 | Dichloprop ne/lL US EPA 8321B:2007 100 KPH(< 3)
37 | Fenoprop ng/l US EPA 8321B:2007 2 KPH(< 3)
38 | MCPA ng/L US EPA 8321B:2007 2 KPH(< 0,6)

1.Céc két qua thir nghiém ghi trong phiéu ndy chi ¢t gia tri d6i vai mu thir nghiém/Test result are valid for the submitted sample(s) only.

2.Khéng duoc trich din mét phan phiéu két qua thir nghidm néu khdng c6 su ddng y bing van ban cla Trung tam kiém soat bénh tdt Nghé An /
The test report must not be reproduced without the written approval of Nghé An Center for disease control

3.Tén mé&], tén khach hang dugc ghi theo yéu cdu ctia noi giri mau/ Name of sample(s) and customer are written as customer's request.
4.Phiéu két qua nay dugc lam thanh 03 ban: 02 béan tra cho khach hang, 01 ban luu tai Khoa Xét Nghiém/

The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department
5* Chi tiéu duge cong nhin ISO/IEC 17025:2017/*Tests area ccredited ISO/IEC 17025:201

6**.Chi tiéu sir dung don vi bén ngodi/** External unit usage crireria

BM 7.8.01

Lén ban hanh; |

Soat xét: 1




SO Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT
CENTERS FOR DISEASE CONTROL (CDC)

Dia chi/Address: 140 Puong Lé Hng Phong,Phudng Trudng Vinh, Tinh Ngh¢ An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT
Gi6i han toi da
TT Tén chi titu Pon vi Phuong phap thir Re“;‘;,}l’rhfigﬁ : Két qua
No. Characteristic Unit Test method (QCHP Result
01:2021/NA)
39 | Mecoprop ug/L US EPA 8321B:2007 0 KPH(<3)
40 | Cyanazine ng/L US EPA 536:2007 0,6 KPH(< 0,18)
41 | Hydroxyatrazine ng/L US EPA 536:2007 200 KPH(< 0,3)
42 | Simazine pg/L US EPA 536:2007 2 KPH(< 0,3)
43 | Molinate /L US EPA 536:2007 6 KPH(< 0,3)
Atrazine va c4c dan xuét
44 | chloro-s-triazine g/L. US EPA 536:2007 100 KPH(<0,3)
45 | Aldicarb ng/L US EPA 8321B:2007 10 KPH(< 0,9)
46 | Carbofuran ng/L US EPA 8321B:2007 5 KPH(< 0,9)
47 | Chlorpyrifos pg/L US EPA 8321B:2007 30 KPH(< 0,9)
48 | Clorotoluron ng/L US EPA 8321B:2007 30 KPH(< 0,9)
49 | Isoproturon ng/L US EPA 8321B:2007 9 KPH(< 0,9)
50 | Pendimetalin ne/L US EPA 8321B:2007 20 KPH(< 0,9)
51 | Propanil ng/L US EPA 8321B:2007 20 KPH(< 0,9)
Bromat pg/L
52 US EPA method 10 KPH(< 1,5)
300-1:1999
/L
53 | Clodane b US EPA Method 0,2 KPH(< 0,06)
8270E:2018
. L
54 | DDT va c4c din xuét he/ US EPA Method 1 KPH(< 0,3)
8270E:2018
/L 20
55 | Methoxychlor = US EPA Method KPH(<1,5)
8270E:2018
/L
56 | Permethrin He US EPA Method 20 KPH(< 1,5)
8270E:2018 '
g/L.
57 | Trifuralin 5 US EPA Method 20 KPH(< 1,5)
“8270E:2018
/L
58 | 2,4,6 - Triclorophenol o US EPA Method 200 KPH(< 1,5)
8270E:2018

i.Céc két qua thir nghiém ghi trong phiéu nay chi 6 gi tri ddi véi mdu thir nghiém/Test result are valid for the submitted sample(s) only.

2. Khéng duge trich ddn mdt phén phiéu két qua thir nghiém néu khong c6 sy dong ¥ bing vin bin ciia Trung tim kiém sodt bénh tat Nghé An /
The test veport must not be reproduced without the written a;x)proval of Ngh¢ An Center for disease control

3.Tén my, tén khach hang dugc ghi theo yéu ciu ctia noi giri maw/ Name of sample(s) and customer are written as customer’'s request.

4.Phiéu két qua nay dugc lam thanh 03 ban: 02 ban tra cho khach hang, 01 ban luu tai Khoa Xét Nghi¢m/
The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department

5*.Chi tiéu duge cong nhan ISO/IEC 17025:2017/*Tests area ccredited ISO/IEC 17025:201

6** Chi tiéu sir dung don vi bén ngoai/** Exiernal unit usage criteria

BM 7.8.01 Lan ban hjlgl.h: 1 Sodt xét: 1

WA


mailto:xetnghiemdpna@gmail.com

SO Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH

TRUNG TAM KIEM SOAT BENH TAT
CENTERS FOR DISEASE CONTROL (CDC)

Dia chi/Address: 140 Pudmg L& Hong Phong,Plurdong Truong Vinh, Tinh Nghé An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email. xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT
Gi('n'l hz_ml t’(‘)i da
P ol Pt - cho phép
| Gt | Rmn | PemGAC | e | K
01:2021/NA)
59 | 1,1,1 - Tricloroetan ng/L EPA 524.2.1995 2000 KPH(< 1,5)
60 | 1,2 - Dicloroetan g/l EPA 524.2,1995 30 KPH(< 1,5)
61 | 1,2 - Dicloroeten ne/L EPA 524.2,1995 50 KPH(< 1,5)
62 | Cacbontetraclorua ne/L EPA 524.2,1995 2 KPH(< 0,3)
63 | Diclorometan ne/L EPA 524.2,1995 20 KPH(< 1,5)
64 | Tetracloroeten g/l EPA 524.2,1995 40 KPH(< 1,5)
65 | Tricloroeten e/l EPA 524.2,1995 20 KPH(< 1,5)
66 | Benzen pg/L EPA 524.2,1995 10 KPH(< 1,5)
67 | Etylbenzen ne/L EPA 524.2,1995 300 KPH(< 1,5)
68 | Styren pe/l EPA 524.2,1995 20 KPH(< 1,5)
69 | Toluen Hg/L EPA 524.2,1995 700 KPH(< 1,5)
70 | Xylen ng/L EPA 524.2,1995 500 KPH(< 1,5)
71 | 1,2 - Diclorobenzen g/l EPA 524.2,1995 1000 KPH(< 1,5)
72 | Monoclorobenzen ug/L EPA 524.2,1995 300 KPH(< 1,5)
73 | Triclorobenzen /L EPA 524.2.1995 20 KPH(< 1,5)
74 | Hexacloro butadien ng/L EPA 524.2,1995 0,6 KPH(< 0,15)
75 éi;@iﬁ;‘;’: e he/L EPA 524.2,1995 I KPH(< 0,3)
76 | 1,2 - Dicloropropan g/l EPA 524.2,1995 40 KPH(< 1,5)
77 | 1,3 - Dichloropropen ng/L EPA 524.2,1995 20 KPH(< 1,5)
78 | Bromodichloromethane ng/L EPA 524.2,1995 60 KPH(< 1,5)
79 | Bromoform ng/L EPA 524.2,1995 100 KPH(< 1,5)
80 | Chloroform ng/L EPA 524.2,1995 300 KPH(< 1,5)
81 | Dibromochloromethane e/l EPA 524.2,1995 100 KPH(< 1,5)
SMEWW 4500-S*
82 | Ham lugng Sunfua** mg/L :2023 0,05 KPH (< 0,015)
|

1.Céc két qua thir nghiém ghi trong phiéu nay chi c6 gi tri ddi véi miu thi nghidm/Test result are valid for the submitted sample(s) only.
q g ghi trong phicu 1 4 ) 4

2.Khong dugc trich ddn mét phin phiéu két qua thir nghiém néu khong cd sw dong y bing viin ban ctia Trung tim kiém sodt bénh tat Nghé An /
The test report must not be reproduced without the written approval of Nghé An Center for disease control

3.Tén mdy, tén khach hang dugc ghi theo yéu céu cia noi giri mau/ Name of sample(s) and customer are written as custonmer's request.
4 Phiéu két qua nay dugce lam thanh 03 ban: 02 ban tra cho khach hang, 01 ban luu tai Khoa Xét Nghiém/

The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department
5* Chi tiéu dugc cdng nhan ISO/IEC 17025:2017/*Tests area ceredited ISO/IEC 17025:201

6**.Chi tiéu sir dung don vi bén ngoai/** External unit usage criteria

BM 7.8.01

Lén ban hanh: |

Soat xét: 1




SO Y TE NGHE AN
NGHE AN DEPARTMEN"’[‘ OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT
CENTERS FOR DISEASE CONTROL (CDC)

Dia chi/Address: 140 Budng L¢é Hong Phong,Phudng Trudng Vinh, Tinh Ngh¢ An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT
Gi6i han toi da
5 31 8K s > ho phé 4
TT Tén chi tiéu Pon Vi Phuong phap thir Recgt(t)l(lzjr IcifI:ﬁt Két qua
No. Characteristic Unit Test method Result
(QCPP
01:2021/NA)
83 | Ham lugng Acrylamide** ng/L NIFG:04.M L8] 0,5 KPH(<0,1)
(LC-MS/MS)
Ham lugng NIFC.04.M.328
= Epiclohydrin** he/L (GC-MS) b4 RREE=D.1)
3 NIFC.04.M.082
Ham lugng ;
85 | Formaldehyd** herl: (Ref TCVN 7421- 2 KPH(< 100)
1:2004)
B NIFC.04.M.072
Ham lugng Phenol va dan
86 | o uong t ng/L (Ref.EPA Method 1 KPH (< 0,3)
ML R0l 420.1 va US EPA
8270D)
Ham lugn
B7 | Monoolorciiii® ng/L TCVN 6225-1:2012 3,0 KPH (< 100)
88 | Ham lugng Nhom** mg/L NIFC'03MY\g-)66 (ICP- 0,2 0,194
NIFC.03.M.93 %‘x
L e . (Ref. TCVN I
89 | Hoat dong phong xa o Bq/L 6053:2021: TCVN 0,1 KPH (< 0,0046) iV
8879:2021; SMEWW S
7110B:2023) /]
NIFC.03.M.93
E : ik (Ref. TCVN
90 | Hoat dong phéng xa B Bqg/L 6053:2021; TCVN . 1,0 KPH (< 0,064)
8879:2021; SMEWW
7110B:2023)
91 | Ham lugng Alachlor** ug/L NIFC.04.M.021 20 KPH (< 1,0)
(LC-MS/MS)
Ham lugng
22 | Dibromoacetonitrile** ne/L ~EPA551.1 70 KPH (<0,3)
Ham Iugng Dichloroaceti
9% | e R ng/L EPA 552.2 50 KPH (< 0,6)

1.Céc két qua thir nghim ghi trong phiéu nay chi c6 gié tri ddj voi miu thir nghiém/Test result are valid for the submitted sample(s) only.

2.Khong duge trich din mot phan phidu két qua thir nghiém néu khdng 6 sy dong y bing viin ban ciia Trung tam kiém soat bgnh it Nghg An /
The test report must not be reproduced without the written approval of Nghé An Center for disease control

3.Tén mauy, t&n khach hang dugc ghi theo yéu cdu cia noi giri m{li/ Name of sample(s) and customer are written as customer's request.

4.Phiéu két qua nay dugce [am thanh 03 ban: 02 ban tra cho khach hang, 01 ban luu tai Khoa Xét Nghigm/
The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department

5*.Chi tiéu duqce cong nhin ISO/IEC 17025:2017/*Tests area ccredited ISO/IEC 17025:201

6** Chi tiéu sir dung don vi bén ngodi/** External unit usage criteria

BM 7.8.01 L?u_l ban hanh: 1 Soét xét: |


mailto:xetnghiemdpna@gmail.com

SO Y TE NGHE AN
NGHE ANADEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT
CENTERS FOR DISEASE CONTROL (CDC)

Dia chi/Address: 140 Duong L& Hong Phong,Phuong Trudng Vinh, Tinh Nghé An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT
Gi6i han toi da
£ o . : o ho phé ) 5
TT Tén chi tiéu Don vi Phuong phap thir Cho Phcep Két qua
No. Charuacteristic Unit Test method Reg,(' Slég)]ll,m” Result
01:2021/NA)

Ham lugng T
94 Dichloroacetonitrile** ne/l - EPA 551.1 20 KPH (< 0,3)

Ham lugng ;
95 | Monochloroacetic acid** ng/L EPA 552.2 20 KPH (< 0,6)

Ham lugng Trichloroacetic
96 | poidr ng/L EPA 552.2 200 KPH (< 0,6)

Ham lugng
97 | Trichloroaxetonitril** ng/L EPA 551.1 ! KPH (< 0,3)
0g | Ham lugng Vinyl clorua** ng/L EPA 524. 0.3 KPH (< 0.1)

Ghi chiu: KPH : Khong phdt hién cé nghia la dueéi nguong phat hién cua phirong phdp
Nghé An, ngay 21 thang 11 nam 2025

PHONG KIEM NGHIEM PHO TRUONG KHOA PHO GIAM POC
LAB VICE HEAD OF DEPARTMENT 3

HOA-CHEMICAL VI SINH-MICRQBIOLOGY

Duwong Thi Théo Trin Thi Quyén Phan Thanh Hai

1.Céc két qua thir nghiém ghi trong phiéu pay chi c6 gia tri d6i véi miu thie nghiém/Test result are valid for the submitted sample(s) only.
2.Khdng duge trich din mt phan phiéu két qua thir nghiém néu khong c6 sy ddng y bing vin ban ctia Trung tim kiém sodt bénh tat Nghé An /
The test report must not be reproduced without the written approval of Nghé An Center for disease control
3.Tén my, tén khach hang dugc ghi theo yéu ciu cia nai giri maw/ Name of. sample(s) and customer are written as customer's request.
4 Phiéu két qua nay dugc lam thanh 03 ban: 02 ban tra cho khéch hang, 01 ban luu tai Khoa Xét Nghigm/
The test result are printed in 03 documents: 02 document is given to customer; (01 document is stored at Testing Department

5* Chi tiéu dugc cong nhin ISO/IEC 17025:2017/*Tests area ccredited ISO/IEC 17025:201
6**.Chi tiéu str dung don vi bén ngodi/** External unit usage criteria

BM 7.8.01 Lan ban hanh: 1 Soat xét: 1



mailto:xetnghiemdpna@gmail.com

2./ YO
'
/”fﬂ.h\“\

VLAT 1.0897
ISO/IEC 17025:2017

SO Y TE NGHE AN

NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT
T CENTERS FOR DISEASE CONTROL (CDC)
ia chi/Address: 140 Pudng Lé Hong Phong,Phuong Truong Vinh, Tinh Ngh¢ An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province

DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT

1. Tén mau/Name of sample: Nudc méy

2. Vi tri ldy mAu/Sampling locations: V& Vin Tai

X6m 4 xa Déng Thanh , tinh Ngh¢ An

3. M ta miu/Description: Can nhya 5L x 1 can,1500ml/chai nhya kin x 2 chai,
500mL/chai nit mai x 2 chai ( Can nhua, Chai nhua, chai thiy tinh c6 niém phong)

4. Ngay gio' nhian miu/Sample date and time:

Mai sé/Code:

Ngay 26/9/2025

[ S6/No : 1036/PKN-KSBT |

250960/141

5. Nguoi giao mau/Sample delivery man: CN Hoan — Khoa SKMT& YTTH Trung tam KSBT Nghé An
6. Ngay gio thir nghiém mau/Sample test date and time: Ngay 26/9/2025 dén ngay 21/11/2025
7. Két qua thir nghiém/Test result:

Gi6i han toi da
" _— . 5 > ho phép oo g
TT Tén chi tiéu Pon vi Phuong phép thir % e Keét qua
No. Characteristic Unit Test method Reguder imi Result
(QCbP
01:2021/NA)
Cic thong s6 nhém A
Théng s6 vi sinh vt
1 | Coliforms* CFU/100 mL | TCVN 6187-1:2019 <3 KPH
E. coli * hoac !
2 Clolifomm. ohis nliet CFU/100 mL | TCVN 6187-1:2019 <] KPH
Théng s6 cam quan va vo co
3 | Clodutudo mg/L HANNA - HI 97701 0,2-1,0 1,62
4 | B dyc* NTU TCVN 12402-1:2020 2 2,46
Mau sac* TCU TCVN 6185 - 2015 15 0,0
MU Vi = P = —
6 ui, vi Clim quan Khong' c6 mui, Khong. cO miul,
vi la vi la
7 | pH* TCVN 6492:2011 6,0 — 8,5 7,03
Cic thong s6 nhém B
g | [Rcauvang CFU/100mL | SMEWW 9213B <l KPH
(Staphylococcus aureus)
: A TR *
g || KR Rl CFU/100mL | TCVN 8881:2011 <1 KPH
(Ps.Aeruginosa)
Amoni ( NHz va NHs" SMEWW 4500-NHsF 0,3
10 | 4inh theo N)* mgT 2023 KPH(< 0,006)
11 | Antimon (Sb) mg/L ISO 15586 : 2003 0,02 KPH(< 0,001)
12 | Bari (Ba) mg/L TCVN 6660:2000 0,7 KPH(< 0,03)
Bor tinh chung cho ca mg/L TCVN 6635:2000 0,3
2 Borat va axit Boric (B) KEH(=0,012)

1.Céc két qua thir nghidm ghi trong phiéu ndy chi c6 gié trj d6i voi mau thir nghiém/Test result are valid for the submitted sample(s) only.

2.Khdng duge trich din mét phan phiéu két qua thir nghiém néu khong c6 si dong y bing viin ban ctia Trung tim kiém sodt bénh tat Ngh¢ An /
The test report must not be reproduced without the written approval of Ngh¢ An Center for disease control

3.Tén my, tén khach hang dugc ghi theo yéu ciu cta noi giri mau/ Name of sample(s) and customer are written as customer’s request.

4.Phiéu két qua ndy dugc lam thanh 03 ban: 02 bén tra cho khéch hang, 01 ban luu tai Khoa Xét Nghi¢m/
The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department
5* Chi tiéu duge cong nhan ISO/IEC 17025:2017/*Tests area ccredited ISO/IEC 17025:201

6** Chi tiéu sir dung don vj bén ngoai/** External unit usage criteria

/Ag;a—‘—-‘yﬁ\\
Y
o e el

BM 7.8.01

Léan ban hanh: 1

Soat xét: |


mailto:xetnghiemdpna@gmail.com

CENTERS FOR DISEASE CONTROL (CDC)

SOY TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT

Pia chi/Address: 140 Puong Lé Hong Phong,Phudng Trudong Vinh, Tinh Nghé An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT
Gidi han toi da
TT Tén chi tiu Pon vi Phuong phip thir | <hOPRCP Két qui
No. Characteristic Unit Test method e{z’g g;){,ml Result
01:2021/NA)
. KPH
14 | Cadmi (Cd / 1SO 15586 :
admi (Cd) mg/L SO 15586 : 2003 0,003 (<0,00003)
15 | Chi (Plumbum) (Pb) mg/L ISO 15586 : 2003 0,01 KPH(< 0,0006)
16 | Chi so Pecmanganat* mg/L TCVN 6186-1996 2 0,7
17 | Chloride (CI")* mg/L TCVN 6194-1996 250 7,8
18 | Chromi (Cr) mg/L ISO 15586 : 2003 0,05 KPH(< 0,0003)
19 | Bong (Cuprum)(Cu) mg/L TCVN 6193-1996 1 KPH(< 0,006)
20 | Bo clng tinh theo CaCO3* mg/L TCVN 6224 -1996 300 134
21| hior F) Mg TCVN 6494-1:2011 1,5 0,422
22 | Kém (Zincum) (Zn) mg/L TCVN 6193-1996 2 KPH(< 0,006)
M M L 0,1
o | PPAAHgAR, (M) mg SMEWW 3111B: KPH(< 0,006)
2023
24 | Natri (Na) mg/L TCVN 6660:2000 200 3,28
25 | Nickel (Ni) mg/L 1SO 15586 : 2003 0,07 KPH(< 0,0006)
26 | Nitrat ( NOs™ tinh theo N)* mg/L TCVN 6180-1996 2 0,209
27 Nitrit ( NO;" tinh theo N )* mg/L TCVN 6178-1996 0,05 KPH(< 0,003)
8 Sat (Ferrum) (Fe)* mg/L SMEW\;’OgOO-FeB: 0,3 0,061
29 Seleni (Se) mg/L SMEVQ)’%; 114B: 0,01 KPH(< 0,0006)
30 | Sunphat mg/L TCVN 6494-1:2011 250 KPH(< 0,006)
e (Hydrasgymm) | mei TCVN 78772008 Geol KPH(< 0,0006)
Tong chat ran hoa tan mg/L SMEWW 2540 C: 1000
33 | Xyanua (CN)* mg/L TCVN 6181-1996 0,05 KPH(< 0,003)
34 [24-D ng/l US EPA 8321B:2007 A KPH(< 3)
35 |24-DB ne/L US EPA 8321B:2007 59 KPH(< 3)
36 | Dichloprop ng/l US EPA 8321B:2007 100 KPH(<3)

1.Céc két qua thir nghiém ghi trong phiéu nay chi c6 gid tri dbj vei mdu thir nghiém/Test result are valid for the submitted sample(s) only.

2.Khéng duoc trich din mét phén phiéu két qua thir nghiém néu khong c6 su dong y bing van ban ciia Trung tim kiém soat bénh tit Nghé An /
The test report must not be reproduced without the written approval of Nghé An Center for disease control

3. Tén mdy, tén khach hang dugc ghi theo yéu cu cuia noi giri mﬁ{x/ Name of sample(s) and customer are written as customer’s request.

4 Phiéu két qua nay dugc 1am thanh 03 ban: 02 ban tra cho khach hang, 01 ban luu tai Khoa Xét Nghigm/
The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department

5* Chi tiéu dugce cong nhédn ISO/IEC 17025:2017/*Tests area ccredited ISO/IEC 17025:201

6**.Chi tiéu sir dung don vi bén ngodi/** External unit usage criteria

BM 7.8.01 Lan ban hanh: 1 Soat xét: 1


mailto:xetnghiemdpna@gmail.com

SO Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT

CENTERS FOR DISEASE CONTROL (CDC)

Dia chi/Address: 140 Duong Lé Héng Phong,Phudong Trudng Vinh, Tinh Nghg An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
PT/Tel: 02383835810/02385593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT
W Gi6i han t6i da
2 W ; ; 5 cho phép £ .
TT T¢én ehi tiéu Don vi Phwong phap thir i, Keét qua
No. Characteristic Unit Test method Regular limit Result
(QCPP
01:2021/NA)
137 | Fenspiop ne/L US EPA 8321B:2007 9 KPH(< 3)
38 | MCPA ne/L US EPA 8321B:2007 2 KPH(< 0,6)
39 | Mecoprop ne/L US EPA 8321B:2007 10 KPH(< 3)
40 | Cyanazine ng/L US EPA 536:2007 0,6 KPH(< 0,18)
41 | Hydroxyatrazine ng/L US EPA 536:2007 200 KPH(< 0,3)
42 | Simazine ng/L US EPA 536:2007 2 KPH(< 0,3)
43 | Molinate pg/L US EPA 536:2007 6 KPH(< 0,3)
Atrazine va cic dan xuat
| 44 | chloro-s-triazine pg/L US EPA 536:2007 100 KPH(< 0,3)
45 | Aldicarb ng/L US EPA 8321B:2007 10 KPH(< 0,9)
46 | Carbofuran png/L US EPA 8321B:2007 5 KPH(<0,9)
47 | Chlorpyrifos hg/l US EPA 8321B:2007 0 KPH(< 0,9)
48 | Clorotoluron pg/L US EPA 8321B:2007 30 KPH(<0,9) ::?T\H
| 49 | Isoproturon ng/L US EPA $321B:2007 9 KPH(<0,9) | '\ 2
50 | Pendimetalin He/L. US EPA 8321B:2007 20 KPH(<0,9) | EmSO#
| i 1g/L 20 KPH(<0,9) | S\HTA
51 | Propanil HE US EPA 8321B:2007 (<0.9) | JinGHE)
Bromat pg/L 5 i
52 US EPA method 10 KPH(< 1,5) e
300-1:1999 S
pg/L
53 | Clodane US EPA Method 0,2 KPH(< 0,06
8270E:2018 (<0,06)
gL
54 | DDT va cdc din xuét Be US EPA Method I KPH(< 0,3)
8270E:2018
55 | Methosyabloe helL US EPA Method w KPH(<1,5)
8270E:2018
g/l
55 | Permethrin i US EPA Method 20 KPH(< 1,5)
8270E:2018
/L
57 | Trifuralin e US EPA Method 20 KPH(< 1,5)
8270E:2018

1.Céc két qua thir nghiém ghi trong phiéu nay chi co gid tri dbi voi miu thir nghi¢m/7Test result are valid for the submitted sample(s) only.

2.Khéng duge trich ¢in mdt phéan phiéu két qua thir nghiém néu khong c6 sy dong y bing vin bin ctia Trung tim kiém soat bgnh it Nghé An /
The tesi report must not be reproduced without the written a/zproral of Nghé An Center for disease controi

3.Tén mdu; tén khach hang dugc ghi theo yéu ciu cta noi giri maw Name of sample(s) and customer are written as customer's request.

4 Phiéu két qua niy dugc Iam thanh 03 ban: 02 ban tra cho khach hang, 01 ban luu tai Khoa Xét Nghi¢m/
The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Departinent

5* Chi tiéu durge cong nhin ISOAEC 17025:2017/*Tests arca ceredited ISO/IEC 17025:201

6**.Chi tiéu sir dung don vi bén ngoai/** Lxternal unit usage crireria

BM 7.8.01

Lén ban hanh: | Sodt xét: 1


xetnghieindpnaffigmail.com

SO Y TE NGHE AN
NGHE AN ADEP/\ RTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT
CENTERS FOR DISEASE CONTROL (CDC)

Dia chi/Address: 140 Puong [.&€ Hong Phong,Phuong Trudong Vinh, Tinh Ngh¢ An/
140 Le Hong Phong Street, ‘{Tuong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGBIEM

- TEST REPORT
Gi()’il h:_ml t,(’ii da
PRS- bl e 8 L ke o cho phép Rotooo
V| e | g | Rmerapms | i | S
— 01:2021/NA)

58 | 2,4,6 - Triclorophenol U%ZE_%%E’I;IQW 200 KPH(< 1,5)
59 | 1,1,1 - Tricloroetan e/l EPA 524.2,1995 2000 KPH(< 1,5)
60 | 1,2 - Dicloroetan e/l EPA 524.2,1995 30 KPH(< 1,5)
61 | 1,2 - Dicloroeten ne/L EPA 524.2,1995 50 KPH(< 1,5)
62 | Cacbontetraclorua Hg/L EPA 524.2,1995 2 KPH(<0,3)
63 | Diclorometan gL EPA 524.2,1995 20 KPH(< 1,5)
64 | Tetracloroeten ng/l EPA 524.2,1995 40 KPH(< 1,5)
65 | Tricloroeten pg/L EPA 524.2,1995 20 KPH(< 1,5)
66 | Benzen Hg/L EPA 524.2,1995 10 KPH(< 1,5)
67 | Etylbenzen ng/L EPA 524.2,1995 300 KPH(< 1,5)
68 | Styren ne/L EPA 524.2,1995 = KPH(< 1.5)
69 | Toluen g/l EPA 524.2,1995 700 KPH(< 1,5)
70 | Xylen g/l EPA 524.2,1995 500 KPH(< 1,5)
71 | 1,2 - Diclorobenzen g/l EPA 524.2,1995 1000 KPH(< 1,5)
72 | Monoclorobenzen ng/L EPA 524.2,1995 300 KPH(< 1,5)
73 | Triclorobenzen e/l EPA 524.2,1995 20 KPH(< 1,5)
74 | Hexacloro butadien ng/L EPA 524.2,1995 0,6 KPH(< 0,15)
75 (]fizorogropg,ibmmo -3 ek EPA 524.2,1995 1 KPH(< 0,3)
76 | 1,2 - Dicloropropan g/l EPA 524.2,1995 40 KPH(< 1,5)
77 | 1,3 - Dichloropropen e/l EPA 524.2,1995 20 KPH(< 1,5)
78 | Bromodichloromethane g/l EPA 524.2,1995 60 KPH(< 1,5)
79 | Bromoform pefl. EPA 524.2,1995 100 KPH(< 1,5)
80 | Chloroform Hg/L EPA 524.2,1995 300 KPH(< 1,5)
81 | Dibromochloromethane g EPA 524.2,1995 - SR Lol

1.Céic két qua thir nghiém ghi trong phiéu ndy chi ¢6 gid trj d6j véri mau thir nghiém/Test result are valid for the submitted sample(s) only.

2.Khéng duge trich ddn mot phén phiéu két qua thir nghiém néu khdng ¢6 sir dong y bing viin ban ctia Trung tm kiém sodt bénh tit Ngh¢ An /
The test report must not be reproduced without the written approval of Nghé An Center for disease control

3.Tén miy, tén khach hang dugc ghi theo yéu cdu ctia noi giri maw/ Name of sample(s) and customer are written as custoner'’s request.

4.Phiéu két qua nay dugc fam thanh 03 ban: 02 ban tra cho khach hang, 01 ban luu tai Khoa Xét Nghig¢m/
The test result are printed in 03 documents: 02 document is given to custemer; 01 document is stored at Testing Department

5* Chi tiéu dugc cong nhin ISO/IEC 17025:2017/*Tests area ccredited ISO/IEC 17025:201

6** Chi tiéu sir dung don vi bén ngoai/** External unit usage criteria

BM 7.8.01 L4n ban hanh: 1 Soat xét: 1



mailto:xclnghieindpna@gmail.com

SO Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT
CENTERS FOR DISEASE CONTROL (CDC)

Dia chi/Address: 140 Dudng Lé Hong Phong,Phudng Truong Vinh, Tinh Ngh¢ An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email: xemghiemdpnu@gimail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT
Gi6i han toi da
TT Tén chi tiéu Pon vi Phwong phép thir Rec;’lt(l)ll?:l[eilglit Két qua
No. Characteristic Unit Test method Result
(QCbP
01:2021/NA)
82 | Ham lugng Sunfua** mg/L SMEW%;BSOO-Sz' 0,05 KPH (< 0,015)
83 | Ham lugng Acrylamide** ng/L NIEC.04.N1.081 0,5 KPH(<0,1)
(LC-MS/MS)
Ham lugng NIFC.04.M.328
84 | Epiclohydrin®* ng/L e 0,4 KPH(<0,1)
Ham lugng NIFC.04.M.082 : ‘
85 | Formaldehyd** hg/L (Ref. TCVN 7421- 900 KPH(< 100)
: 1:2004)
. NIFC.04.M.072
§ig | e engt viidn ng/L (Ref.EPA Method 1 KPH (< 0,3)
BHSk pucle 420.1 va US EPA
8270D)
Ham lugn
87 Monoclbrfmin** pe/L TCVN 6225-1:2012 3,0 KPH (< 100)
88 | Ham lugng Nhom** mg/L NIFC-O31\'/IIV;366 (ICP- 0,2 0,13
NIFC.03.M.93
A 2 Ref. TCVN
89 | Hoat dong phong xa o ** Bq/L 605(3:502 [: TCVN 0,1 KPH (< 0,0046)
8879:2021; SMEWW
7110B:2023)
NIFC.03.M.93
o z Ref. TCVN
90 | Hoat dong phéng xa B** Bqg/L 605(3:202 1: TCVN 1,0 KPH (< 0,064)
8879:2021; SMEWW
7110B:2023)
91 | Ham lugng Alachlor** ng/L NIFC.04.M.021 20 KPH (< 1,0)
(LC-MS/MS)
Ham lugng 5 3
92 | Dibromoacetonitrile** ng/L EPA 551.1 70 KPH (<0,3)

1.Céic két qua thir nghiém ghi trong phiéu ndy chi ¢6 gia tri doi véi miu thir nghidm/Test result are valid for the submitted sample(s) only.

2.Khédng dugec trich din mot phin phiéu két qua thir nghiém néu khdng c6 sy dong ¥ bang vin ban ctia Trung tim kiém sodt bénh tit Nghé An /
The test report must not be reproduced without the written approval of Nghé An Center for disease control

3.Tén mAu. tén khach hang dugc ghi theo yéu ciu ctia noi giri mau/ Name of saraple(s) and customer are written as customer’s request.

4 Phiéu két qua nay dugc lam thanh 03 ban: 02 ban tra cho khich hang, 01 ban luu tgi Khoa Xét Nghigm/
The test resulf are printed in (3 documents: 02 document is given to customer; 01 document is stored at Testing Department

5* Chi tiéu dugc cong nhiin ISO/IEC 17025:2017/*Tests areu ccredited ISO/IEC 17025:201

6** Chi tiéu st dung don vi bén ngoai/**  External unit usage criteria

BM 7.8.01 L&n ban hanh: 1 Sodt xét: 1

L
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