
Sd/No: 1035/PKN-KSBT

KPH<3CFU/100 mL1

KPH<1TCVN 6187-1:20192

TCU

6 Cam quan

pH*7

SMEWW 921313 <1CFU/100 mL KPH8

<1CFU/100 mL TCVN 8881:2011 KPH9

0,310

13
ISO 15586 : 2003 0.003mg/L

14

Soat x6t: 1

Ten chi tieu 
Characteristic

Don vi
Unit'

Phuong phap thu1 
Test method

Ket qua 
Result

TT
No.

Gioi han toi da 
cho phep 

Regular limit 
(QCDP 

01:2021/NA)

11

3
4 
y

mg/L 
mg/L 
mg/L 
mg/L

SMEWW 4500-NH3F 
2023

ISO 15586:2003
TCVN 6660:2000
TCVN 6635:2000

HANNA-HI 97701
TCVN 12402-1:2020
TCVN 6185 - 2015

KPH(< 0,006)
KPH(< 0,001)
KPH(< 0,03)
KPH(< 0,012)

KPH 
(< 0,00003)

0,02
"oT
~03~

Cac thong s6 nhom A 
Thdng so vi sinh vat 

TCVN 6187-1:2019

TCVN 6492:2011
Cac thong so nhom B

CFU/100 mL

Thong so cam quan vd vd co 
mg/L 
NTU

1,56
4,12
0,0

Khong co mui, 
vi la
7,29

SO YTE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT

CENTERS FOR DISEASE CONTROL (CDC)
ia chi/Address: 140 Dirdng Le H6ng Phong,Phirong Trirang Vinh, Tinh Nghe An/

140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province 
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.coni

PHIEU KET QUA THU NGHIEM
TEST REPORT

15
Khong co mui, 

vi la
6,0-8,5

0,2- 1,0

Tu cau vang 
(Staphylococcus aureus) 
Trim khuan mu xanh* 
(Ps.Aeruginosa)_______
Amoni ( NH3 va NHzC 

tinh theo N)*_________
Antimon (Sb)
Bari (Ba)
Bor tinh chung cho ca 
Borat va axit Boric (B) 
Cadmi (Cd)

Clo dir tir do
Do due*
Mau sac*
Mui, vi

Coliforms*
E. coli * hoac
Coliform chin nhiet

1 .C;ic kdl qua thir nghiqni ghi trpng phieu nay chi cd gid trj doj vdi mau thir nghiem/'/wv result are valid for the submitted sample(s) only.
2. Khong dirpc trich dan mpt phan phifiu kfit qud thir nghi^in neu khong c6 sir dong y bdng vSn ban ciia Trung tarn kifim sodt b?nh tat Ngh$ An /

The test report must not be reproduced without the written approval of Ngh? An Center for disease control
3. Ten mau, ten khach hang duqc ghi theo yeu cau ciia noi giri mau/ Name of sample(s) and customer are written as customer’s request.
4. PhiCu kfit qua nay du<?c lam thanh 03 ban: 02 bin tra cho khdeh hang, 01 bdn kru lai Khoa Xdt Nghiqm/

The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored al Testing Department
5*.Chi lieu dupe cong nhan ISO/1EC l7O25:2OI7/*Tests area ccredited ISO/IEC 17025:201
6** Chi tieu sir dung dan vj ben ngoai/** External unit usage criteria

BM 7.8.01 Lan ban hanh: 1

1. Ten mau/M/we of sample: Nirdc may Ma solCode: 2509560/140
2. Vi tri lay mau/Sampling locations'. Tram cap mroc sinh boat Tho Thanh

Xom TamHop xa Dong Thanh , tinh Nghe An
3. Mo ta mhulDescription: Can nhya 5L x 1 can ,1500ml/chai nhira kin x 2 chai,

500mL/chai nut mai x 2 chai ( Can nhira, Chai nhira, chai thuy tinh co niem phong)
4. Ngay gid’ nhan n\{\ulSample date and time: Ngay 26/9/2025
5. Ngu’d’i giao mau/Sample delivery man: CN Hoan - Khoa SKMT& YTTH Trung tarn KSBT Nghe An
6o Ngay gid1 thu’nghiein mau/Sample test date and time'. Ngay 26/9/2025 den ngay 21/11/2025
7. Ket qua thir nghiem/Tes/ result: 

AOSCV 
VLAT 1.0897 

ISO/IEC 17025:2017



ISO 15586:2003

*

21 TCVN 6494-1:2011
22 TCVN 6193-1996

0,1
<0,0223

20024 TCVN 6660:2000
25
26

0,05TCVN 6178-1996 KPH(< 0,003)27
0,3mg/L <0,0528

0,01mg/LSeleni (Se) KPH(< 0,0006)29

KPH(< 0,006)30

TCVN 7877-2008 KPH(< 0,0006)31
1000mg/L 147,6232

33 TCVN 6181-1996
34 US EPA 83213:2007

9035 US EPA 83213:2007
10036 US EPA 83213:2007

937 US EPA 83213:2007
238 US EPA 83213:2007

Soatxet: 1

Ten chi tieu
Characteristic

Don vi
Unit ‘

Phuong phap thfr 
Test method

SMEWW 2540 C: 
2023

SMEWW 311 IB:
2023

Kef qua 
Result

TT
No.

15 
To 
jI 
18 
79 
20

2,4-D
2,4 - DB

mg/L 
mg/L 
mg/L 
mg/L

mg/L
mg/L

mg/L 
TlgTE" 
pg/L 
pg/L 

W 
Pg/L

SMEWW 3500-FeB: 
2023 

SMEWW 3114B: 
2023 

TCVN 6494-1:2011

TCVN 6186-1996 
TCVN 6194-199? 

ISO 15586 : 2003 
TCVN 6193-199?

TCVN 6224-1996

ISO 15586:2003
TCVN 6180-1996

250
OWT

0,07

0,05

KPH(< 0,0006) 
0,32 
7,44

KPH(< 0,0003)
KPH(< 0,006) 

134

3,294
KPH(< 0,0006) 

0,144

0,426
KPH(< 0,006)

KPH(< 0,003)
KPH(< 3)
KPH(< 3)
KPH(< 3)
KPH(< 3)

KPH(< 0,6)

Dichloprop
Fenoprop
MCPA

Gio'i han toi da 
cho phep 

Regular limit 
(QCDP 

01:2021/NA) 
0,01

2
250
05

i- 
“300

1,5
2

SO YTE NG HE AN
NG1-IE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT

CENTERS FOR DISEASE CONTROL (CDC)
Dia chi/Addrcss: 140 Dirfrng Le Hong Phong,Phuong Truong Vinh, Tinh Nghe An/ 

140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province 
DT/TcI: 02383835810/02383593071
Email: xetnghiemdpna@gmail.coin

PHIEU KET QUA THU’ NGHIEM
TEST REPORT

Chi (Plumbum) (Pb)
Chi so Pecmanganat* 
Chloride (Cl' )* 
Chromi (Cr)
Dong (Cuprum)(Cu)
Do ciing tinh theo CaCCh
Fluor (F)

Kem (Zincum) (Zn)
Man gan (Mn)

mg/L 
mg/L 
mg/L 
mg/L 
mg/L 
mg/L 
mg/L 
mg/L 
mg/L

Natri (Na)
Nickel (Ni)
Nitrat ( NOs' tinh theo N)*
Nitrit (NO2' tinh theo N )*

Sat (Ferrum) (Fe)*

Sunphat
Thuy ngan (Hydrargyrum)
(Hg) ____________
Tong chat rSn hoa tan 
(TPS)________________
Xyanua (CN')*

1 ,C<tc ket quS thir ngliiem ghi trpng phieu pay chi c6 gid tri doi vdi mau thu nghiem/Tc'i/ result are valid for the submitted sample(s) only.
2. Kh6ng dirge trich dan mgt phan phiSu k£t qua thir nghiem neu khong c6 su dfing y King van ban cua Trung tdin kiem scat benh Ngh$ An /

The test report must not be reproduced without the written approval of Nghe An Center for disease control
3. Ten mau, ten khach hang dirge ghi theo yeu ciu cua noi giri mfiu/ Name of santple(s) and customer are written as customer's request.
4. Phi£u kSt qua nay dirge lam thanh 03 ban: 02 ban tra cho khach hang, 01 ban liru ttii Khoa Xdt Nghigm/

The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department 
5*.Chi tieu dirge edng nhSu ISO/1EC 17O25:2OI7/*Tests area ccreditedISO/IEC 17025:201 
6**.Chi tieu sir dung don vj ben ngodi/** External unit usage criteria
BM 7.8.01 Lan ban hanh: 1



39 US EPA 83218:2007
40 US EPA 536:2007
41 US EPA 536:2007

242 US EPA 536:2007
643 US EPA 536:2007

100 KPH(< 0,3)Pg/L44 US EPA 536:2007

10Aldicarb45 US EPA 83218:2007
5Carbofuran46 US EPA 83218:2007

3047 US EPA 83218:2007
3048 US EPA 83218:2007
949 USEPA 83218:2007

2050 US EPA 83218:2007
2051 US EPA 83218:2007

US EPA method 1052 KPH(< 1,5)
300-1:1999

fig/L
Clodane 0,2 KPH(< 0,06)53

^g/L
DDT va cac dan xuat 154 KPH(< 0,3)

Hg/L 20 KPH(< 1,5)55 Methoxychlor

Hg/LPermethrin 2056 KPH(< 1,5)

Pg/L
Trifuralin57 20 KPH(< 1,5)

Pg/L
2,4,6 - Triclorophenol 20058 KPH(< 1,5)

Soatxdt: 1

Ten chi' tieu
Characteristic

Don vi
Unit'

Phuong phap thfr 
Test method

US EPA Method 
8270E:2018

US EPA Method 
8270E:2018

US EPA Method 
8270E:2018

US EPA Method 
8270E:2018

US EPA Method 
8270E:2018

US EPA Method 
8270E:2018

Ket qua 
Result

jGTAM 
A SO AT 
4HTAT 
nghe an

TT
No.

Molinate
Atrazine va cac dan xuat 
chloro-s-triazine

Chlorpyrifos
Clorotoluron

Mecoprop_____
Cyanazine
Hydroxy atrazine
Simazine

Isoproturon
Pendimetai in
Propanil 
Bromat

Gio’i han toi da 
cho phep 

Regular limit 
(QCDP 

01:2021/NA) 
10 KPH(< 3)

KPH(< 0,18)
KPH(< 0,3)
KPH(< 0,3)
KPH(< 0,3)

KPH(< 0,9)
KPH(< 0,9)
KPH(< 0,9)
KPH(< 0,9)
KPH(< 0,9)

KPH(< 0,9)
KPH(< 0,9)

0,6
W

j.ig/L 

Pg/L 
Pg/L 
yig/L

pg/L 

Pg/L 
Pg/L 
Jlg/L 
pg/L 
JigTL 
pgTL 
Pg/L

SO> Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT

CENTERS FOR DISEASE CONTROL (CDC)
Bia chi/Address: 140 Dirong Le Hong Phong,Phuong Truong Vinh, Tinh Ngh§ An/ 

140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province 
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM
TEST REPORT

i .CAc ket qua tliir nghjqm ghi trpng phieu nay chi c6 gid trj doi vdi mau thu nghi$m/7ejr result are valid for the submitted samplefs) only.
2. Kh6ng duQC trich ddn mpt phdn phiSu kSt qua thu nghiqm nfiu khong co su ddng y bling vdn ban cua Trung tam kiem sodt bqnh tqt Nghe An /

The test report must not be reproduced without the written ajrproval of Ngh^ An Center for disease control
3. Ten mau, ten khdch hdng dugc ghi theo yen cau cua noi gCri mau/ Name of samplefs) and customer are written as customer‘s request.
4. PhiSu ket qud ndy dupe lam thanh 03 ban: 02 bdn trd cho khach hang, 01 ban luu tyi Khoa Xet Nghiem/

The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department 
5*.Chi tieu dupe cong nhyn 1SO/IEC 17025:2017/*Tests area ccredited 1SO/IEC 17025:201 
6**.Chi tieu su dqng don vj ben ngoai/** External unit usage criteria
BM 7.8.01 Lan ban hanh: 1

mailto:xetnghiemdpna@gmail.com


59
60
61

262
2063 Diclorometan
4064 Tetracloroeten
20Tricloroeten65
1066

30067
2068
70069
50070
100071
30072

73
74

1 KPH(< 0,3)75 EPA 524.2,1995
4076
2077
6078
100
300
100Di bromochloromethane81

mg/L 0,05 KPH (< 0,015)82

Scat xet: 1

rri A a •> * •Ten chi tieu
Characteristic

Don vi
Unit'

Phuong pliap thu1 
Test method

Ket qua 
Result

TT
No.

Triclorobenzen 
Hexacloro butadien 
1,2 - Dibromo - 3 
Cloropropan_________
1.2 - Dicloropropan
1.3 - Dichloropropen
Bromodichloromethane 
Bromoform
Chloroform

1,1,1 - Tricloroetan
1,2 - Dicloroetan
1,2 - Diclorocten
Cacbontetraclorua

Benzen
Etylbenzen
Styren
Toluen
Xylen
1,2 - Diclorobenzen
Monoclorobenzen

EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995

SMEWW 4500-S2’ 
:2023

EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524,2,1995

Gioi han toi da 
cho phep 

Regular limit 
(QCDP 

01:2021/NA) 
2000

30
50

KPH(< 1,5)
KPH(< 1,5)
KPH(< 1,5)
KPH(< 1,5)
KPH(< 1,5)
KPH(< 1,5)

J9 
80

pg/L 
pg/L 
pg/L 
pg/L 
■j^/L 

jig/L

20 

O

KPH(< 1,5)

KPH(< 17T
KPH(< 1,5)
KPH(< 0,3)~

KPH(< 1,5)
KPH(< 1,5)” 

~KPH(< 1,5)

KPH(< 1,5)
KPH(< 1,5)
KPH(< 1,5)
KPH(< 1,5)
KPH(< 1,5)
KPH(< 1,5) 

"kPH(< 1,5)

KPH(< 1,5) 
KPH(< 0,15)

pg/L 
pg/L 
pFl 
Pg/L 
pFl

pg/L 
pg/L 
pg/L 
pg/L' 

Pg/L 
pg/L 

Pg/L 
PgTL 

Pg/L 
Pg/L 
Pg/L

SO YTENGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT

CENTERS FOR DISEASE CONTROL (CDC)
Dia clii/Address: 140 DtrCmg l.e Hong Phong.Phtrcmg Trirang Vinh, Tinh Nghe An/ 

140 Lc Hong Phong Street, Truong Vinh Ward, Nghe An Province 
DT/Tel: 02383835810/02383593071
Email, .xctnghicmdpna@gmail.coni

PHIEU KET QUA THU NGHIEM
TEST REPORT

Ham lirong Sunfua**

1 .CSc kdt qua thii nghi$m ghi trpng pliiSu ndy chi c6 gid tri doi v6i man thir nghi$m/7c'.sr result are valid for the submitted sample (s) only.
2. Khdng dupe trich dfln mpt phdn phiSu kel qud thir nghiem neu khong cd sir dong y bang v3n bdn cua Trung tdm kidm sot'll bpiih tat Ngh$ An /

The test report must not be reproduced without the written approval of Nghe An Center for disease control
3. TSn m3u, tCn khdeh hdng dirpc ghi theo ycu cdu cua noi gin mflu/ Name of sample(s) and customer are written as customer's request.
4. Phidu k&t qua ndy dirqc lain thdnh 03 ban: 02 bin trd cho khdeh hang, 01 ban lira tai Khoa Xet Nghi?m/

The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department 
5*.ChI tieu dirge cong nhan ISO/IEC 17025:20!7/*Tests area ccredited ISO/IEC 17025:201 
6**.Chi tieu sir dung don vj bdn ngoai/** External unit usage criteria________________

BM 7.8.01 L^nban hanh: 1



KPH(<O,1)0,5Ftg/LHam lirgng Acrylamide**<83

0,4 KPH(<0,l)Pg/L84

900 KPH(< 100)|.ig/L85

1 KPH (< 0,3)Fig/L86

3,0 KPH (< 100)Pig/L87 TCVN 6225-1:2012

0,2mg/L 0,19488

0,1Bq/L89

Bq/L . 1,0 KPH (< 0,064)Hoat dong phong xa B**90

pg/L 20 KPH (< 1,0)91

Hg/L 7092 KPH (< 0,3)EPA 551.1

50 KPH (< 0,6)pg/L93 EPA 552.2

Soatxdt: 1

Ham luong 
Monocloramin**

Ten chi tieu 
Characteristic

Don vi 
Un it ‘

Phuong phap thu- 
Test method

Ket qua 
Result

TT
No.

Gioi han toi da 
cho phep 

Regular limit 
(QCDP 

01:2021/NA)

Ham luong
Dibromoacetonitrile**
Ham I iron g Di chloroacetic
acid**

N1FC.03.M.66 (ICP- 
MS)

NIFC.03.M.93
(Ref. TCVN 

6053:2021; TCVN 
8879:2021; SMEWW 

71108:2023)
NIFC.03.M.93

(Ref. TCVN 
6053:2021; TCVN 

8879:2021; SMEWW 
71106:2023)

NIFC.04.M.021
(LC-MS/MS)

NIFC.04.M.081 
(LC-MS/MS) 

NIFC.04.M.328
(GC-MS) 

NIFC.04.M.082
(Ref.TCVN 7421- 

1:2004)
NIFC.04.M.072

(Ref.EPA Method 
420.1 va US EPA 

8270D)

SO Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KI EM SO AT BENH TAT

CENTERS FOR DISEASE CONTROL (CDC)
Bia chi/Addrcss: 140 Duong Le Hdng Phong,Phuong Tnrdng Vinh, Tinh Ngh$ An/ 

140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province 
DT/Tcl: 02383835810/02383593071

______________Email: xetnghiemdpna@gmail.com______________

PHIEU KET QUA THU’ NGHIEM
TEST REPORT

ftKPH (< 0,0046) '
/ li 

____ 7

Ham luong Alachlor**

Ham luong Nhom**

Ham lu’ong Phenol va dan 
xuat phenol**

Ham lining 
Epiclohydrin**

Ham lu’crng 
Formaldehyd**

1 .Cac kgt qua thir nghiem ghi trpng phidu nay chi co gia trj d6i vdi mau tbir nghiem/Tert result are valid for the submitted sample(s) only.^
2. Kh6ng doge (rich dan mpt phan phieu ket qua thir nghiem neu khong c6 su dong y bang van bin cua Trung tain kiem soat benh tat Nghe An /

Tire test report must not be reproduced without the written approval of Nghe An Center for disease control
3. Ten.inau, ten khich hdiig duqc ghi theo yeu cSu ciia noi giri mau/ Name of samplefs) and customer are written as customer's request.
4. Phieu k6i qua nay dupe him thdnh 03 ban: 02 ban trd cho khdeh hang, 01 ban luu tai Khoa Xdt Nghiem/

The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department 
5*.Chi tieu dupe cong nhan 1SO/1EC 17025:2017/*Tests area ccredited ISO/IEC 17025:201 
6**.Chi tieu str dyng don vj ben ngoai/** External unit usage criteria

BM 7.8.01 Lan ban hanh: 1

Hoat dong phong xa a **

mailto:xetnghiemdpna@gmail.com


f.ig/L94 KPH (< 0,3)EPA 551.1

Pg/L95 20 KPH (< 0,6)EPA 552.2

|ig/L96 200 KPH (< 0,6)EPA 552.2

Pg/L97 1 KPH (< 0,3)EPA 551.1
}ig/L 0,398 KPH(< 0,1)EPA 524.2

HOA-CHEMICAL VI SINH-MICROBIOLOGY

A,N
Phan Thanh HiiiDuong Thi Thao

Soat xet: 1

Ten chi tieu 
Characteristic

Don vi
Unit'

Pliu o ng phap th it 
Test method

PHO GIAM DOC 
CTOR

Ket qua 
Result

TT
No.

Gidi han toi da 
cho phep 

Regular limit 
(QCDP 

01:2021/NA)
20

SO YTE NG HE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENI! TAT

CENTERS FOR DISEASE CONTROL (CDC)
Dja clii/Addrcss: 140 Dtrcmg Lc Mong Phong.I’hirang Truong Vinh. Tinh Nghc An/ 

140 Lc Hong Phong Street. Truong Vinh Ward, Nghe An Province
DT/Tcl: 02383835810/023S3593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM
TEST REPOR T

PHONG KIEM NGHIEM 
LAB

'tN.

1 .CAc kit quS thu nghi^m ghi trpng phiiu nay chi co gid trj d6i v6i mSu thtr iighi$ni/7ejr result are valid for the submitted samplefs) only.
2. Kh6ng dirge trich d5n nipt plidn phieu ket qua thir nghipm neu khdng co su dong y bang van ban cua Trung tain kidm sodt b$nli tgt Nghp An /

7he test report must not be reproduced without the written approval ofNgh$ An Center for disease control
3. Ten mSu, ten khdeh hdng dirge ghi theo yen cdu cua noi giri man/ Name of samplety and customer are written as customer’s request.
4. Phifiu kitqud ndy dirge Idm thdnh 03 bdn: 02 bdn trd cho khdcli hdng, 01 bdn liru tai Khoa Xdt Nghi$m/

The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department 
5*.Chi tifiu dirge cong nhan 1SO/1EC 17025:2017/*Tests area ecredited ISO/IEC 17025:201 
6**,Chi tieu sir dung don vj ben ngodi/** External unit usage criteria

BM 7.8.01 Lan ban hdnh: 1

Ham I irong
Dichloroacetonitrile**
Ham lirong
Monochloroacetic acid**
Ham liro'ng Trichloroacetic
acid**_________________
Ham I iro ng
Trichloroaxetonitril**
Ham luong Vinyl clorua**

Ghi chii: KPH: Khdngphut hien cd nghTa Id chrdi ngicong phdl hien cua phuxmg phdp
Nghe An, ngdy 21 thdng 11 ndm 2025

PHO TRUONG KHOA
VICE HEAD OF DEPARTMENT

Tran Thi Quyen

V/ TRUNG W
KIEM SCgl 
BENH W 

W\TINH NG^

mailto:xetnghiemdpna@gmail.com


So/No: 1036/PKN-KSBT |

Ma sol Co de: 250960/141

KPH<3TCVN 6187-1:20191

<1 KPHTCVN 6187-1:20192

TCU

6 Cam quan

pH*7

<1 KPHCPU/100 mL SMEWW 9213B8

KPHCFU/100 mL TCVN 8881:201 1 <19
0,3 KPH(< 0,006)10

KPH(< 0,012)13

Sodtxet: i

Ten chi tieu 
Characteristic

Don vi
Unit'

Phuong phap thu’ 
Test method

Ket qua 
Result

Gioi han toi da 
cho ph ep 

Regular limit 
(QCDP 

01:2021/NA)

AOSCV
VLAT 1.0897 

ISO/IEC 17025:2017

TT
No.

3
7 
y

Coliforms*
E. coll * hoac 
Coliform chju nhiet

mg/L 
mg/L 
mg/L 
mg/L

SMEWW 4500-NH3F 
2023

ISO 15586:2003
TCVN 6660:2000
TCVN 6635:2000

HANNA-HI 97701
TCVN 12402-1:2020
TCVN 6185 - 2015

KPH(< 0,001)
KPH(< 0,03)

11
F2

0,02
TT
"oT

_______TCVN 6492:2011
Cac thong so nhom B

CFU/100 mL

Thong so cam quan vd vd cct 
mg/L 
NTU

Cac thong so nhdm A 
Thong sd vi sinh veil

CFU/100 mL

1,62
2,46
0,0

Khong co mui, 
vi la
7,03

15
Khong co miii, 

vi la
6,0-8,5

SO YTE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT NH TAT

CENTERS FOR DISEASE CONTROL (CDC)
la chi/Address: 140 Duong Le H6ng Phong,Phuong Truimg Vinh, Tinh Ngh? An/ 

140 Lc Hong Phong Street, Truong Vinh Ward, Nghe An Province 
DT/Tel: 02383835810/02383593071

______Email: xetnghiemdpna@gmail.com______

PHIEU KET QUA THU* NGHIEM 
TEST REPORT

0,2-1,0 
2

Clo dir ty do 
Do due* 
Mau sac* 
Mui, vi

Tu cau vang
(Staphylococcus aureus)
True khuan mu xanh*
(Ps.Aeruginosa)_________
Amoni ( NH3 va NH/

tinh theo N)*___________
Antimon (Sb)
Bari (Ba)
Bor tinh chung cho ca
Borat va axit Boric (B)

1 .Ctic kSt qua thu nghi$m ghi trpng phieu _ndy chi cd gid tri doi vdi mau thu nghient/Tas/ result are valid for the submitted sample(s) only.
2. Khong duuc trich din mpt phln phieu ket qua thu nghiem ndu khong c6 su ddng y bflng v5n ban cua Trung tdm kiem soil benh tdt Nghe An /

The test report must not be reproduced without the written approval of Nghif An Center for disease control
3. Ten, mau, ten khdeh hang dupe ghi theo yeu can cua noi giri mau/ Name of sample(s) and customer are written as customer’s request.
4. PhiCu ket qud ndy dugc lam thanh 03 ban: 02 ban tra cho khdeh hang, 01 ban luu tqi Khoa Xet Nghiem/

The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored al Testing Department 
5*.Chi tieu dirge cong nh$n ISO/IEC 17025:2017/*Tests area ccredited ISO/IEC 17025:201 
6**.Chi tieu sir dying don vj ben ngodi/** External unit usage criteria________________

BM 7.8.01 hAn ban hanh: 1

1. Ten mau/Name of sample: Ntroc may
2. Vi tri lay mau/Sampling locations'. Vo Van Tai

Xom 4 xa Dong Thanh , tinh Nghe An
3. Mo ta mau/Description: Can nhira 5L x 1 can ,1500ml/chai nhira kin x 2 chai,

500mL/chai nut mai x 2 chai ( Can nhira, Chai nhira, chai thuy tinh co niem phong)
4. Ngay gid’ nhan maul Sample date and time: Ngay 26/9/2025
5. Ngu’d’i giao maulSample delivery man: CN Hoan - Khoa SKMT& YTTH Trung tarn KSBT Nghe An
6. Ngay gio1 thfr nghiem maul Sample test date and time'. Ngay 26/9/2025 den ngay 21/11/2025
7. Kot qua thur nghiem/TVsr result:

mailto:xetnghiemdpna@gmail.com


Cadini (Cd) mg/L ISO 15586:2003 0,00314

ISO 15586:2003

*

22
0,1

KPH(< 0,006)23

20024

0,05 KPH(< 0,003)27
0,3mg/L 0,06128
0,01mg/LSeleni (Se) KPH(< 0,0006)29

KPH(< 0,006)30

TCVN 7877-2008 KPH(< 0,0006)31
mg/L 1000 148,4732

Dichloprop

Soat xet: 1

HP A 1 •> . • ATen chi tieu
Characteristic

Don vi
Unit ‘

Phuong phiip thu’ 
Test method

Ket qua 
Result

Gioi han toi da 
cho phep 

Regular limit 
(QCDP 

01:2021/NA)

TT
No.

15 
T? 
77 
Ts 
77 
20
21

25
26

33
34
35
36

2,4-D
2,4 - DB

mg/L 
mg/L 
mg/L 
mg/L 
mg/L 
mg/L 
mg/L 
mg/L 
mg/L

mg/L 
mg/L 
mg/L 
mg/L

mg/L
mg/L

SMEWW 2540 C: 
2023

TCVN 6181-1996
US EPA 83216:2007
US EPA 83216:2007
US EPA 83216:2007

TCVN 6178-1996
SMEWW 3500-FeB: 

2023 
SMEWW 31146: 

2023
TCVN 6494-1:2011

TCVN 6494-1:2011
TCVN 6193-1996
SMEWW 31116: 

2023
TCVN 6660:2000

TCVN 6186-1996
TCVN 6194-1996
ISO 15586:2003
TCVN 6193-1996
TCVN 6224-1996

ISO 15586 :2003 
TCVN 6180-1996

250 
w

0,07

0,05
~30“
“90"
"TOO

3,28 
KPH(< 0,0006) 

0,209

KPH(< 0,003)
KPH(< 3)
KPH(< 3)
KPH(< 3)

mg/L
Ttg/L
■pgTL
7ig7r

KPH 
(< 0,00003) 

KPH(< 0,0006) 
0,7 
7,8 

KPH(< 0,0003) 
KPH(< 0,006) 

134 
0,422 

KPH(< 0,006)

0,01

^5CT 
W 
“T- 
■300
TT

Chi (Plumbum) (Pb)
Chi so Pecmanganat*
Chloride (Cl' )*
Chromi (Cr)
Dong (Cuprum)(Cu)
Do cung tinh theo CaCOs
Fluor (F)

Kern (Zincum) (Zn)
Man gan (Mn)

Sunphat
Thuy ngan (Hydrargyrum) 
(Hg) __________
Tong chat ran hoa tan 
(TPS)________________
Xyanua (CN’)*

Natri (Na)
Nickel (Ni)
Nitrat ( NCh' tinh theo N)*
Nitrit ( NOy tinh thco N )*

Sat (Ferrum) (Fe)*

I .Cac kfit qua thtr nghi§m glii trpng phieu nay chi cd gid tri doi vni man thir nghi$m/7eyr result are valid for the submitted sample(s) only.
2. Kh6ng dupe trich dSn mpt phSu phifiu kh qua thu nghiem nSu khdng co su dong y bang vAn bdn cua Trung tam kiem sodt benh tat Nghc An /

The test report must not be reproduced without the written approval ofblghe An Center for disease control
3. Ten mSu, ten khdeh hdng duoc ghi theo yfiu cdu cua noi giri man/ Same of sample(s) and customer are written as customer's request.
4. Phi6u kSt qua niy duqc lam thdnh 03 bdn: 02 bdn tra cho khach hdng, 01 bdn luu tai Khoa Xdt Nghi$m/

The test result are printed in 03 documents: 02 document is given to customer: 01 document is stored at Testing Department
5*.Chi tieu dupe cong nhan ISO/1EC 17025:2017/*Tests area ccredited ISO/IEC 17025:20!
6**.Chi tieu su dung dom vi ben ngoai/** External unit usage criteria

BM 7.8.01 Lan ban htlnh: 1

SO YTE NG HE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT

CENTERS FOR DISEASE CONTROL (CDC)
Bia chi/Addrcss: 140 Duong Le Hong Phong,I’hirdng Truong Vinh. Tinh Nghe An/ 

140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM
TEST REPORT

mailto:xetnghiemdpna@gmail.com


37 US EPA 8321B:2007
238 US EPA 83213:2007
1039 US EPA 83213:2007

40 US EPA 536:2007
41 US EPA 536:2007

242 US EPA 536:2007
643 USEPA 536:2007

100 KPH(< 0,3)Pg/L44 US EPA 536:2007

1045 Aldicarb US EPA 83213:2007
546 Carbofuran US EPA 83213:2007

3047 US EPA 83213:2007
30US EPA 83213:2007 Tl\/y
9US EPA 83213:2007

20USEPA 83213:2007
20US EPA 83213:2007

US EPA method 10 KPH(< 1,5) ★52
300-1:1999

Pg/L 0,2 KPH(< 0,06)C Iodane53

gg/L
DDT va cac dan xuat 1 KPH(< 0,3)54

20gg/L KPH(< 1,5)
Methoxychlor55

(ig/L
20Permethrin KPH(< 1,5)56

l-ig/L
20Trifuralin KPH(< 1,5)57

Soat xdt: 1

Propanil
Bromat

Ten chi tieu
Characteristic

Don vi
Unit'

Phuong phap thu1 
Test method

US EPA Method 
8270E:2018

US EPA Method 
8270E:2018

US EPA Method 
8270E:2018

Ket qua 
Result

UNG TA 
EM SOA 
ENH TA' 
JHNGHE/

US EPA Mctb.od 
82703:2018

TT
No.

Molinate
Atrazine va cac dan xudt 
chloro-s-triazine

Chlorpyrifos
Clorotoluron
Isoproturon
Pendimetai in

Mecoprop_____
Cyanazine
Hydroxyatrazine
Simazine

Pg/L 
pg/L

yTg/L 
pFl 
Pg/L 
Pg/L

KPH(< 3)
KPH(< 0,6)
KPH(< 3)

KPH(< 0,18)
KPH(< 0,3)
KPH(< 0,3)
KPH(< 0,3)

KPH(< 0,9)
KPH(< 0,9)
KPH(< 0,9)
KPH(< 0,9)
KPH(< 0,9)
KPH(< 0,9)
KPH(< 0,9)

Fenoprop
MCPA

Gio'i han toi da 
cho ph ep 

Regular limit 
(QCDP 

01:2021/NA) 
9

0,6
200

50
51

Pg/L
Pg/L

pFl
Pg/L
P?L

pFl
Pg/L

48
49

SO YTE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT

CENTERS FOR DISEASE CONTROL (CDC)
Dia chi/Address: 140 Duong Le Hong Phong,Phirong Tnrong Vinh, Tinh Ngh? An/ 

140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province 
DT/Tel: 02383835810/02383593071
Email: xetnghieindpnaffigmail.com

PHIEU KET QUA THU NGHIEM
TEST REPORT

US EPA Method 
___________________________________________ 8270E:2018

I .Cac k£t cpnd tliu nghjein ghi trpng phieu nay chi co gia trj doi vdi niau tlnr !ighi<Jni/7e.s7 result are valid for the submitted samplefs) only.
2. Kh6ng duQC (rich diin mpt phan phiSu kSt qua thir nghiqni neu khong cd sy d6ng y bang vSn Mn ciia Trung lam kiem soat bcnh tat Nghe An /

The test report must not be reproduced without the written approval of Nghe An Center for disease control
3. Ten mau. tfin khach hdng diroc ghi theo yeu ciiu cua ncri guri man/ Name of samplefs) and customer are written as customer’s request.
4.1’hidu kdt qua nily duqc lam thanh 03 ban: 02 ban trd cho khdch hdng, 01 ban hru lai Khoa Xdt Nghi$m/

The test result are printed in 03 documents: 02 document is given to customer: 01 document is stored at Testing Department 
S’ Chi tieu diroc cong nhan 1SO/1EC 17025:2017/*Tests area ccreditedISO/IEC 17025:201 
6**.Chi lieu sir dung don vj ben ngoai/** External unit usage criteria

BM 7.8.01 LSn ban hanh: 1

xetnghieindpnaffigmail.com


l.lg/1.
58 2,4,6 - Triclorophenol 200 KPH(< 1,5)

200059
60
61

262
2063 Diclorometan
4064
2065
1066

30067
2068

70069
50070
100071
30072
2073
0,674

3 175 EPA 524.2,1995
4076
2077
6078
10079
30080
100

Dibromochloromethane81

So.-it xet: 1

Tetracloroeten
Tricloroeten

Bromoform
Chloroform

Ten chi tieu
Characteristic

Don vi
Unit ’

Phuong phap thu’ 
Test method

US EPA Method 
8270E:2018

Ket qua 
Result

TT
No.

Gio’i han toi da 
cho phep 

Regular limit 
(QCDP 

01:2021/NA)

Xylen
1,2 - Diclorobenzen
Monoclorobenzen
Triclorobenzen
Hexacloro butadien
1,2 - Dibromo
Cloropropan_________
1.2 - Dicloropropan
1.3 - Dichloropropen
Bromodichloromethane

1,1,1 - Tricloroetan
1,2 - Dicloroetan
1,2 - Dicloroeten
Cacbontetraclorua

Benzcn
Etylbenzen
Styren
To I uen

EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995

EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995

30
50

KPH(< 1,5) 
TPH(< 1,5) 
~KPH(< 1,5)

KPH(< 1,5) 
~KPH(< 1,5)

KPH(< 1,5)
KPH(< 1,5) 

“KPH(< 1,5) 
’KPH(< 1.5) 
"KPH(71^5)’ 
i<PFi7^r,5)_

KPH(< 1,5) 
"l<PH(< 1,5) 
KPH(< 1,5) ’ 

KPH(< 0,15)

KPH(< 0,3)

KPH(< 1,5)
KPH(< 1,5)
KPH(< 1,5)
KPH(< 1,5)
KPH(< 1,5)
KPH(< 1,5)

|.ig/L 
pg/L' 
pg/L

pg/L 
pg/L 

Pg/'L 
pg/L

pg/L 
pgA7 
p&T 
pFl 
pg/'L 
7g/L 
pg/L 

pgTi:

Pg/L 
pg/L 
pg/L 
pg/L 
pg/L 
pg/'L

SOYTENGH$AN
NGHE AN DEPARTMENT OF HEALTH 
TRUNG TAM KI EM SOAT BENH TAT 

CENTERS FOR DISEASE CONTROL (CDC)
Dja chi/Addrcss: 140 Dtrdrg Le Hong Phong,Phuong Truong Vinh, Tinh Ngh$ An/ 

140 Le Hong Phong Street, Truong Vinh Ward. Nghe An Province 
DT/Tel: 02383835810/023835930711 
Email: xclnghieindpna@gmail.com

PHIEU KET QUA THU’ NGHIEM
TEST REPORT

1 .Cite kSt quft thir nghi$m ghi trong phidu nay chi co gia trj doi veri man thir nghi$m/7e.v/ result are valid for the submitted sample(s) only.
2. Khdng dtnyc trich"dan mot phSn phifiu ket qua thir nghi^m neu thong co sir dong y bang v3n bin cua Trung tdm kiem sodt b?nh tat Nghe An /

The test report must not be reproduced without the written approval o/Nghf An Center for disease control
3. Ten inau, tfin khdeh luing dirge ghi thco yfiu c;iu cua noi giri mini/ Name of sample(s) and customer are written as customer's request.
4. Phieu ket qua nay dirge lam thdnh 03 bdn: 02 ban tra cho khacb hilng, 01 bdn kru tai Khoa Xet Nghi§m/

The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department 
5*.Chi tieu dirge cong nhan ISO/IEC 17025:2017/*Tesls area ccredited ISO/IEC 171)25:201 
6**,Chi tieu sir dung don vi ben ngoai/** External unit usage ciileria

BM 7.8.01 Lfin ban hhnh: 1

mailto:xclnghieindpna@gmail.com


KPH(< 0,015)0,05mg/L82

KPH(<0,l)0,5Ham Iirgng Acrylamide** Pg/L83

0,4 KPH(<0,l)Pg/L84

900 KPH(< 100)P-g/L85

1 KPH (< 0,3)PLg/L86

3,0|.ig/L KPH (< 100)87 TCVN 6225-1:2012

0,2mg/L 0,1388

Bq/L 0,1 KPH (< 0,0046)89

Hoatdong phong xa B** Bq/L 1,090 KPH (< 0,064)

pg/L 2091 KPH (< 1,0)

70pg/L KPH (< 0,3)EPA 551.1

Soat xdl: 1

Ham lire ng
Dibromoacetonitrile**

Ham luong 
Formaldehyd**

Ham luong 
Monocloramin**

Ten chi tieu 
Characteristic

Don vi 
Unit ’

Phuong phap thir 
Test method

Ket qua 
Result

TT
No.

Gio'i han toi da 
cho ph ep 

Regular limit 
(QCDP 

01:2021/NA)

NIFC.03.M.66 (ICP-
MS) _____

NIFC.03.M.93
(Ref. TCVN 

6053:2021; TCVN 
8879:2021: SMEWW 

71106:2023)
N1FC.03.M.93
(Ref. TCVN 

6053:2021; TCVN 
8879:2021; SMEWW 

71106:2023)
NIFC.04.M.021

(LC-MS/MS)

SMEWW 4500-S2- 
:2023

NIFC.04.M.081
(LC-MS/MS)

NIFC.04.M.328
(GC-MS)____

NIFC.04.M.082
(Ref.TCVN 7421- 

1:2004)
NIFC.04.M.072

(Ref.EPA Method 
420.1 va US EPA 

8270D)

SO Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT

CENTERS FOR DISEASE CONTROL (CDC)
Dia chi/Addrcss: 140 Dirdng Le Hong Phong,Phuirng Trircrng Vinh, Tinh Nghc An/ 

140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province 
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.coni

PHIEU KET QUA THU NGHIEM
TEST REPORT

Ham lirgng Nhom**

Ham luong Sunfua**

Ham krong Phenol va dan 
xuat phenol**

Ham luong Alachlor**

92
I___

Ham luong 
Epiclohydrin**

I .Cdc ket qua thir nghi$m ghi trpng phieu niiy chi co gii trj doj vdi mau thir nghiCin/Te.v/ result are valid for the submitted santple(s) only.
2. Kh6ng dupe tricii dan myt phan phiSu kCt qud thir nghipm nen khong c6 str dong y bang vdn ban cua Tnmg lam kiem sodt b$nh t(it Nghp An 1

The test report must not be reproduced without the written approval ofNgh? An Center for disease control
3. Ten, mlu. ten khach hang dtnyc ghi tlieo yen can ciia nori gtri man/ Name of sample(s) and customer are written as customer's request.
4. Phieu ket qud nay dupe Idm thdnh 03 ban: 02 bin tra cho khach hang, 01 ban liru lyi Khoa Xet Nghiem/

The test result are printed in 03 documents: 02 document is given to customer: 01 document is stored at Testing Department 
5*.Chi lieu diryc enng nhyn 1SO/IEC 17025:20I7/*Tesls area ccredited ISO/IEC 17025:201 
6**,Chi tieu sir dung dern vj b€n ngodi/*“ External unit usage criteria

BM 7.8.01 Lan ban h^ph: 1

Hoat dong phong xa a **



93 |ig/L KPH (< 0,6)EPA 552.2

94 Mg/1. 20 KPH (< 0,3)EPA 551.1

95 gg/L 20 KPH (< 0,6)EPA 552.2

Hg/L96 200 KPH (< 0,6)EPA 552.2

Eg/L97 1 KPH (< 0,3)EPA 551.1
98 0,3 KPH(< 0,1)EPA 524.2

VI SINH-MICROBIOLOGY

Tran Thi Quyen Phan Thanh HaiDuong Thi Thao

Soat xet: 1

/V I Q . • Aten chi tieu
Characteristic

Don vi
Unit ‘

PHO TRUONG KHOA
VICE HEAD OF DEPARTMENT

Phuong phap thfr 
Test method

Kef qua 
Result

TT
No.

HOA-CHEMICAL

SO Y TENG HE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KI EM SOAT BENH TAT

CENTERS FOR DISEASE CONTROL (CDC)
Oja clii/Address: 140 Dirang l.u Hong Phong,Phuong Truong Vinh, Tinh Nghe An/ 

140 Lc Hong Phong Sired, Truong Vinh Ward, Nghc An Province 
DT/Tel: 02383 835810/023 83593071
Email: xctnghienidpna@gniail.coni

PH1EU KET QUA THU NGHIEM
TEST REPORT

Gioi han toi da 
cho phep 

Regular limit 
(QCDP 

01:2021/NA) 
50

IH
TRUNG TAM
KIEM sg
BENH ¥

PHONG KIEM NGHIEM 
LAB

M DOC 
Sector

1 .cae kCt qua thir nghi$m ghi trong phiOu n^y chi c6 gid tri ddi vdi nifm ihu nghi§m/7e*/ result are valid for the submitted samplefs) only.
2. Khdng diroc trfch dan myt phSu phiSu ket qua thir nglii$m ndu khong co sir dong y bang vdn ban cua Trung tarn kiem soAt b?nh tat Ngh<J An /

The test report must not be reproduced without the written approval ofNght’ An Center for disease control
3. Ten mau, ten khdeh hiing dirqc ghi theo yfiu c9u cua noi gi'ri in.in/ Name of samplefs} and customer are written as customer's request.
T.Phieu kCt quS ndy diryc lam thdnh 03 bin: 02 Mn tra cho khfich hang. 01 bin kru t?ii Khoa Xet Nghiyin/

The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department 
5*.Chi lieu dirqc cong nhan ISO/IEC l7025:2017/*Tests area ccrcditedISO/IEC 17025:201 
6**.Chi t'eti sir dung don vj ben ngofti/** External unit usage criteria______________
BM 7.8.01 Lan ban hanh: 1

Ham lirong Dichloroacetic 
acid**_________________
Ham hro'ng 
Dichloroacetonitrilc** 
Ham hrong 
Monochloroacetic acid** 
Ham krong Trichloroacetic 
acid**_________________
Ham luong 
Trichloroaxetonitril** 
Ham lirgng Vinyl clorua** Pg/L

Ghi chii: KPH: Khongphut hien cd ngliia la ciudi nguongphdt hien cuaphuxmgphdp
Nghe An, ngay 21 theing II ncim 2025

X A-



So/No: 1037/PKN-KSBT

250960/142

TCVN 6187-1:2019 <3 KPH1

<1TCVN 6187-1:2019 KPH2

TCU

6

pH*7

CFU/100 mL <1 KPH8 SMEWW9213B

CFU/100 mL <1 KPH9 TCVN 8881:2011

0,310

13 KPH(< 0,012)

Soat xet: I

11
72

rnp I •> i*Ten clu tieu
Characteristic

Do n vi
Unit ’

Phuong phap thu’ 
Test method

Ket qua 
Result

TT
No.

Gioi han toi da 
cho phep 

Regular limit 
(QCDP 

01:2021/NA)

aoscw
VLAT 1.0897 

ISO/IEC 17025:2017

3
4
y

mg/L 
mg/L 
mg/L 
mg/L

HANNA-HI 97701
TCVN 12402-1:2020
TCVN 6185 -2015

0,02
“oT
“oT

KPH(< 0,006)

KPH(< 0,001)
KPH(< 0,03)

CFU/100 mL

Thong so cam quan va vd co­
rn g/L 
NTU

Cam quan

TCVN 6492:2011
Cac thong so nhom B

15
Khong co mui, 

vi la
6,0-8,5

Cac thong so nhom A
Thong sd vi sinh vat 

CFU/100 mL

1,62
3,03
0,0

Khong co mui, 
vi la
7,11

SO YTE NG HE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT NH TAT

CENTERS FOR DISEASE CONTROL (CDC) 
clii/Addrcss: 140 Dirang Le Hong Phong,Phirang Tnrdng Vinh, Tinh Ngh? An/ 
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province 

DT/Tel: 02383835810/02383593071 
Email: xetnghieindpna@gmail.coni

PHIEU KET QUA THU NGHIEM
TEST REPORT

SMEWW 4500-NH3F 
2023

ISO 15586:2003
~TCVN'6660:2000

TCVN 6635:2000

0,2- 1,0 
2

Clo dir tir do
Do due*
Mau sac*
Mui, vi

Coliforms*
E. coli * hoac 
Coliform chiu nhiet

ilac-iw

Tu cau vang
(Staphylococcus aureus)
True khuan mu xanh*
(Ps.Aeruginosa)_______
Amoni (NH3 va NH44

tinh thco N)*_________
Antimon (Sb)
Bari (Ba)
Bor tinh chung cho ca
Borat va axit Boric (B)

1 .Cdc k6t qua tlni nghiem ghi trpng phifiu nay chi c6 gid trj ddi vdi nan thir nghi$m/7’es/ result are valid for the submitted samp/efs) only.
2. Khong dirge trich dan niQt phan phieu ket qua thir nghi$m n6u khong c6 sir dong y bang van ban ciia Trung tarn kiem sodt b$nh t?t NghC An /

The test report must not be reproduced without the written approval of Nghe An Center for disease control
3. Ten, mflu, ten khdeh hdng dirqc ghi theo yen cdu ciia nai giri man/ Name of sample(s) and customer are written as customer's request.
4. Phi6u ket qua ndy dirge 1dm thanh 03 ban: 02 ban trd cho khdeh hdng, 01 ban lira tai Khoa Xdt Nghi$m/

The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department 
5*.Chi lieu dirge edng nhan ISO/IEC 17025:2017Wests area ccredited ISO/IEC 17025:201 
6**.Chi tieu sir dung don vj ben ngodi/** External unit usage criteria

BM 7.8.01 Lan ban hanh: 1

1. Ten mau/Nflffle of sample: Nude may Ma so/Code:
2. Vi tri lay mau/Sampling locations'. Nguyen Van Tri

Xom 4 xa Dong Thanh , tinh Nghe An
3. Mo ta mau/Description: Can nhua 5L x 1 can , 1500ml/chai nhtra kin x 2 chai,

500mL/chai nut mai x 2 chai ( Can nhua, Chai nhtra, chai thuy tinh co niem phong)
4. Ngay gid’ nhan mau/Sample date and time: Ngay 26/9/2025
5. Ngud’i giao mhu/Sample delivery man: CN Hoan - Khoa SKMT& YTTH Trung tarn KSBT Nghe An
6. Ngay gid’ thu nghiem mi\u/Sample test date and time'. Ngay 26/9/2025 den ngay 21/11/2025
7. Ket qua thir nghiem/Tcw/ result:



Cadmi (Cd) mg/L14 ISO 15586:2003 0,003

ISO 15586:2003

*

22
0,1

KPH(< 0,006)23 Man gan (Mn)

20024

KPH(< 0,003)27
0,3mg/L 0,0528

0,01mg/L KPH(< 0,0006)29

30

TCVN 7877-200831
1000mg/L 149,6532

Soat xet: 1

33
34

250
OOT

KPH(< 0,006)

KPH(< 0,0006)

mg/L
mg/L

Ten chi tieu 
Characteristic

Don vi
Unit ‘

Phuong phap thu- 
Test method

Ket qua 
Result

TT
No.

Gioi han toi da 
cho phep 

Regular limit 
(QCDP 

01:2021/NA)

15
J6 u T?
J9 
20
21

25
26

35
36

mg/L 
mg/L 
mg/L 
mg/L

SMEWW 2540 C: 
2023

TCVN 6181-1996
USEPA 83213:2007
USEPA 83213:2007
USEPA 83213:2007

TCVN 6178-1996
SMEWW 3500-FeB: 

2023
' SMEWW 31143:
______ 2023
TCVN 6494-1:2011

TCVN 6494-1:2011
TCVN 6193-1996
SMEWW 31113: 

2023
TCVN 6660:2000
ISO 15586:2003
TCVN 6180-1996

TCVN 6186-1996
TCVN 6194-1996 
~1SO 15586:2003

TCVN 6193-1996
TCVN 6224-1996

0,07

W

0,05
To’

90

Too

KPH 
(< 0,00003) 

KPH(< 0,0006) 
1,54 

6,38___
KPH(< 0,0003) 
KP1-I(< 0,006) 

136 
0,209

KPH(< 0,006)

3,247
KPH(< 0,0006) 

0,271

KPH(< 0,003)
KPH(< 3)
KPH(< 3)
KPH(< 3)

mg/L 
mg/L 
mg/L 
mg/L 
mg/L 
mg/L 
mg/L 
mg/L 
mg/L

mg/L 
pg/L 
pg/L

0,01 
~T 
W 
W 
T" 
To 
T 
T

SO V TE NG HE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG 1AM K1EM SOAT BENII TAT

CENTERS FOR DISEASE CONTROL (CDC)
Dia chi/Addrcss: 140 Duong Le Hoag Phong,Pinrong Tnrang Vinh. Tinh Nghe An/ 

140 Lc Hong Phong Street, i ruong Vinh Ward, Nghe An Province 
DT/TH: 02383835810/02383593071
Email: xetnghicmdpna@gmail.com

PHIEU ket: qua thu nghiem 
TEST REPOR T

Chi (Plumbum) (Pb)
Chi so Pecmanganat*
Chloride (CL)*
Chromi (Cr)
Dong (Cuprum)(Cu)
Do cung tfnh theo CaCOs 
Fluor (F)

Kern (Zincum) (Zn)

Seleni (Se)

Sunphat
Thiiy ngan (Hydrargyrum)
(Hg) ____________
Tong chat ran hoa tan 
(TPS)________________
Xyanua (CN‘)*
2,4-D
2,4 - DB
Dichloprop

SSI (Ferrum) (Fe)*

Natri (Na)
Nickel (Ni)
Nitrat ( NOj’ tinh theo N)*
Nitrit (NO2-tinh theoN)*

1 .Cdc kSt quA thi’r nghifrn glii trpng phi6u nAy chi cd gia tri ddi vi/i niAn thir nghi$m/7ltfZ result are valid for the submitted sample (s) only.
2. Kh6ng dirge trfch dan mot phAn phifiu kdt quA thu nghi$m n6u khdng co str dong y bAng vAn ban cua Trung tarn kidm sodt b$nh tgl Nghp An /

The test report must not be reproduced without the written approval ofS'ghe An Center for disease control
3. Tfin mail, ten khAch hAng dupe ghi thco yfiu cAu cua noi gui man/ Name ofsample(s) and customer are written as customer's request.
4. Phifiu kCt quA nAy dirge lam thanh 03 bAn: 02 bAn tra cho khiich hang. 01 bAn luu tai Khoa XAt Nghiem/

7be test result are printed in 03 documents: 02 document is given Io customer: 01 document is stored at Testing Department
5*.Chi tidu dugc cong nhan ISO/1EC 17025:20!7/*Tcsts area ecredited 1SO/1EC 17025:201
6**.Chi tieu sir dung dan vj ben ngoAi/** External unit usage ertteria

BM 7.8.01 Lan ban hanh: 1

mailto:xetnghicmdpna@gmail.com


37 US EPA 83213:2007
238 US EPA 83213:2007
1039 US EPA 83213:2007

40 US EPA 536:2007
41 US EPA 536:2007

242 US EPA 536:2007
643 US EPA 536:2007

100 KPH(< 0,3)[ig/L44 US EPA 536:2007

10Aldicarb45 USEPA 83213:2007
546 Carbofuran US EPA 83213:2007

3047 USEPA 83213:2007
3048 US EPA 83213:2007
9

TIN/49 USEPA 83213:2007
2050 USEPA 83213:2007
20Propanil51 US EPA 83213:2007

US EPA method 10 KPH(< 1,5)52 Bromat
300-1:1999 ★

gg/L
0,2 KPH(< 0.06)53 Clodane

pg/L
DDT va cac dan xuat 154 KPH(< 0,3)

20pg/L KPH(< 1,5)Methoxychlor55

Pg/L
20 KPH(< 1,5)56 Permethrin

pg/L
20 KPH(< 1,5)Trifuralin57

Soitxct: 1

Ten chi tieu
Characteristic

Don vi 
Unit

Phuong phap thu’ 
Test method

US EPA Method 
8270E:2018

US EPA Method 
8270E:2018

US EPA Method 
8270E:2018

Ket qua 
Result

US EPA Method 
8270E:2018

TT
No.

Chlorpyrifos
Clorotoluron
Isoproturon
Pcndimetalin

Mecoprop
Cyanazine
Hydroxyatrazine
Simazine
Molinate
Atrazine va cac dan xuat
chloro-s-triazine

Pg/L 
gg^ 
pg/L 

Pg/L 
Pg/L 
pg/L 

pFl 
Pg/L

Gioi han toi da 
cho phep 

Regular limit 
(QCDP 

01:2021/NA) 
9 KPH(< 3)

KPH(< 0,6)
KPH(< 3)

KPH(< 0.18)
KPH(< 0,3)
KPH(< 0,3)
KPH(< 0,3)

KPH(< 0,9)
KPH(< 0..9)
KPH(< 0?9)
KPH(< 0,97

KPH(< 0,9)
KPH(< 0,9)
KPH(< 0,9)

0,6
200

Fenoprop
MCPA

pg/L

Pg/L
Pg/L
Pg/L
Pg/L

Pg/L
Pg/L

SO YTE NG HE AN 
NGHE AN DEPARTMENT OF HEALTH 
TRUNG TAM KIEM SOAT B$NH TAT 

CENTERS FOR DISEASE CONTROL (CDC)
Dia clii/Addrcss: 140 Dircmg Le HOng Phong,Phuong Trudng Vinh, Tinh Ngh? An/ 

140 Le Hong Phong Street, Truong Vinh Ward^Nghe An Province 
DT/Tel: 02383835810/02383593071

_______________ Email: xetnghiemdpna@gmail.coni_______________

PHIEU KET QUA THLT NGHIEM 
TEST REPORT

1UNG T. 
EM SC 
ENHT 
IHNGHE

US EPA Method
±_____________  8270E:2018 ,

1 .Cdc kc't qua thii nghiqm ghi trpng phiSu nay chi c6 gia trj doj voi mfiu thir nghiQin/7?.s/ result tire valid for the submitted samplefs) only.
2. Khdng dupe (rich dan mpt plidn phieu ket qua ihir nghiqm neu khong c6 s\r ddng y bang vfin ban cua Tiling tain kiem scat benh tyt Nghq An /

The test report must not be reproduced without the written approval of Nglu/ An Center for disease control
3. Ten mau, ten kliach hilng duqc ghi theo ySu cdu cua ncri giri mau/ Name of sample(s) and customer are written as customer's request.
4. Phi6u kfit qua n£y duiyc Idm thdnh 03 ban: 02 ban tra cho klidch hang, 01 ban luu tyi Khoa Xdt Nghiqm/

The test result are printed in 03 documents: 02 document is given to customer: 01 document is stored at Testing Department 
5*.Chi lieu dupe cong nhan 1SO/IEC 17025:20] 7/*Tesls area ccredited ISO/IEC 17025:201 
6**,Chi tigu sir dung don vj ben ngoai/** External unit usage criteria

BM 7.8.01 Lan ban hanh: 1



^tg/L
58 2,4,6 - Triclorophenol 200 KPH(< 1,5)

200059
3060
5061
262

2063 Diclorometan
40Tetracl oroeten64
20Tricioroeten65
1066
30067
2068
70069
50070
100071
300Monoclorobenzen72
20Triclorobenzen73
0,674

175 EPA 524.2.1995
4076
2077
6078
100Bromoform79
30080
10081
0,0582

Soat xct: I

rw-i A a •> . • ATen chi tieu
Characteristic

Don vi
Unit ’

Phuong phap thu- 
Test method

US EPA Method 
8270E-.2018

Ket qua 
Result

TT
No.

Gioi han toi da 
cho phep 

Regular limit 
(QCDP 

01:2021/NA)

SO Y TE NG HE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM K1EM SOAT BENI! TAT

CENTERS FOR DISEASE CONTROL (CDC)
Oja chi/Address: 140 Dtrong L6 Hong I’hong.l’hirong Truong Vinh, Tinh Nghg An/ 

140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tcl: 02383835810/02383593071

_______________ E m a i 1: xctngh i em dp na@ gm a i I .com______________

PHIEU KET QUA THU NGHIEM
TESTREPORT

Benzen
Etylbcnzen
Styren
Toluen
Xylen
1.2 - Diclorobenzen

1,1,1 - Tricloroetan
1,2 - Dicloroetan
1,2 - Dicloroeten
Cacbontetraclorua

Hexacloro butadien
1.2 - Dibromo - 3
Cloropropan_________
1.2 - Dicloropropan
1.3 - Dichioropropen 
Bromodichloromethane

Chloroform
Dibromochloromethane
Ham lirgng Sunfua**

EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995

SMEWW 4500-S2-

EPA 524.2,1995
EPA 524,2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2.1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995
EPA 524.2,1995

KPH(< 0,3)

KPH(< 1,5)
—KPH(< 1,5)

KPH(< 1,5)
KPH(< 1,5)
KPH(< 1,5)
KPH(< 1,5)

KPH (< 0,015)

KPH(< 1,5) 
~KPH(< 1,5)'

KPH(< 1,5)
KPH(< 0,3)
KPH(< 1,5)
KPH(< 1,5)
KPH(< 1,5) 

"kPH(< 1,5)
KPH(< 1,5) 

’KPH(< 1,5)

KPH(< 1,5)
KPH(< 1,5) 

”KPH(< 1,5)

KPH(< 1,5)
KPH(< 1,5)

KPH(< 0,15)

pg/L 
pg/L? 
pg717 
pg/T
pg/T 
pg/T

pg/L 
pg/L 
pg/L 
pg/L 
pg/L 
pg/L 
pg/L' 
P^L 
pg/17 
pg/L 
pg/L 
pg/L 

pgf 
pg/L

pg/L 

Pg/L

mg/L
1 .CSc k£t qua tlnr ngliiijm ghi trpng phieu ndy chi c6 giA tri (ioi vwi nuiu thu nghicm/Aw result are valid for the submitted sample(s) only.
2. Khang diruc trich dSn mpt phin phieu k6t qud thir nghiC'm ndu khflng cd str ddng y Mug vltn ban cua Trung trim kieni soat bpnh tat Ngh$ An /

The test report must not be reproduced without the written appt ova! of Nghe An Center for disease control
3. Ten mail, tCn klidch hdng duyc ghi theo yeu c.lu cua nai gtri iniiu/ Name of sample(s) and customer are written as customer's t equest.
4. Pliidu kfit qua ndy dirge Idm thanh 03 bin: 02 ban tri cho khich hang, 01 bin liru toi Khoa Xet Nghipm/

The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored al Testing Department
5*.Chl tieu dirge cong nhan ISO'lEC 17025:2017/*Tests area ccredited 1SO/IEC 17025:20!
6**.Chi ticu sii dung dan vj ben ngoav'1** External unit usage vritd’ta_______________

BM 7.8.01 L^n ban hanh: 1



KPH(<O,1)0,5gg/L83

KPH(<0,l)0,4Pg/L84

900 KPH(< 100)Pg/L85

1 KPH (< 0,3)Pg/L86

3,0 KPH (< 100)pg/L87 TCVN 6225-1:2012

0,2mg/L 0,3188

Bq/L 0,189

Boat dong phong xa B** Bq/L 1,090

pg/L 2091 KPH (< 1,0)

92 pg/L 70 KPH (< 0,3)EPA 551.1

Pg/L 5093 KPH (< 0,6)EPA 552.2

Soat x6t: 1

Ham lirong 
Monocloramin**

Ten chi tieu 
Characteristic

Don vi
Unit'

Phuong phap thfr 
Test method

Ket qua 
Result

SO YTE NGHE AN 
NGHE AN DEPARTMENT OF HEALTH 
TRUNG TAM KIEM SOAT B$NH TAT

CENTERS FOR DISEASE CONTROL (CDC)
Bia chi/Addrcss: 140 Dirdng Le H6ng Phong,Phuang TruCmg Vinh, Tinh Ngh$ An/ 

140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province 
DT/Tel: 02383835810/02383593071

______________Email: xetnghiemdpna@gmail.com_____________

PHIEU KET QUA THtT NGHIEM 
TEST REPORT

Gioi han toi da 
cho phep 

Regular limit 
(QCDP 

01:2021/NA)

TT
No.

NIFC.03.M.66 (1CP-
MS)

NIFC.03.M.93
(Ref. TCVN 

6053:2021; TCVN 
8879:2021; SMEWW

7110B:2023)
N1FC.03.M.93
(Ref. TCVN 

6053:2021; TCVN 
8879:2021; SMEWW

7110B:2023)
NIFC.04.M.021
(LC-MS/MS)

:2023
NIFC.04.M.081

(LC-MS/MS)
N1FC.04.M.328

(GC-MS)
NIFC.04.M.082

(Ref.TCVN 7421- 
1:2004) 

NIFC.04.M.072
(Ref.EPA Method
420.1 va US EPA

8270D)

KPH (< 0,004Q

XT 'A__________ r II

KPH (< 0,064f

Ham lirong Acrylamide**

Ham lugng Alachlor**

Ham lugng
Dibromoacetonitrile**
Ham lugng Dichloroacetic
acid**

1 .Cac ket qui thir nglijem ghi trpng phifiu ndy chi cd gid tri ddi vdi mdu thir nghiJm/Tej/ result are validfor the submittedsamplefs) only.
2. Khdng dupe (rich dan mot phdn phieu ket qud thii nghi$m neu khong cd str dong y bang vdn bdn ctia Trung lam kifim sodt b$nh tdt Nghe An /

The test report must not be reproduced without the written approval ofblghe An Center for disease control
3. Ten mau, ten klidch hdng dirqc ghi tlieo you cau cua nai giri man/ Name of sample(s) and customer are written as customer‘s request.
4. Phi£u kdt qua nay dmyc Idm thanh 03 bdn: 02 ban trd cho khdeh hang, 01 ban liru tai Khoa Xel Nghiem/

The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department 
5*.Chi lieu duqc cong nh§n ISO/IEC l7025:2017/'Tests area ccredited 1SO/IEC 17025:201 
6**.CIil tieu sir dung don vj ben ngodi/** External unit usage criteria

BM 7.8.01 Lan ban hanh: 1

Ham lugng Phenol va dan 
xuat phenol**

Ham lugng Nhom**

Ham lugng 
Epiclohydrin**

Ham lugng 
Formaldehyd**

Boat dong phong xa a **

mailto:xetnghiemdpna@gmail.com


|.ig/L94 KPH (< 0,3)EPA 551.1

95 |.ig/L 20 KPI-1 (< 0,6)EPA 552.2

96 Hg/L 200 KPI 1 (< 0,6)EPA 552.2

pg'L97 1EPA 551.1

Pg/L98 0,3EPA 524.2

HOA-CHEMICAL VI SINJbMICROBIOLOGY

Tran Thi Qmyen Phan Thanh HaiDuong Thi Thao

Soalxel: 1

Do n vi 
Unit

Phuong phap thir 
Test method

Ket qua 
Result

TT
No.

Gioi han toi da 
cho phep 

Regular limit 
(QCDP 

01:2021/NA)
20

SO Y TE NGH& AN 
NGHE AN DEPARTMENT OF HEALTH 
TRUNG TAM KIEM SCAT BENH TAT 

CENTERS FOR DISEASE CONTROL (CDC)
Dja chf/Addrcss: 140 Duong Lc l-Iong.Phong.Phird'ig Truong Vinh, Tinh Ngh<? An/ 

140 Le Hong Phong Street, Truong Vinh Ward. Nghe An Province 
DT/Td: 02383835310/02383593071
Email: xetnghiem Jpna(ajgmail.corn 

PHIEU KET QUA THU’ NGHIEM 
TEST REPORT

Ten chi ticu
Characteristic

PHONG KIEM NGHIEM 
LAB

VV1 DOC 
RectorA

PHO TRlTONG KHOA 
VICE HEAD OF DEPARTMENT

u
KPH (<0,I;

Ghi ch a: KPH: Khong phut hien co nghia la chroi nguong phcit hien ciia phuong phc'ip
Nghe An, ngay 21 thdng 11 num 2025

I f A. — — —

/^VlCEPD 
trung taw 
kiem scat 
benh TAy

TINH NGHE

1 .Cite Kt't qua lliii nghiem ghi trong phiiu ndy chi cd gia tri ddi veri man thir nghiem/Tcsr resuli are valid for the submitted samplc(s) only.
2.Kh6ng dirge trich dan ingt phfin phidu k£-l qua thu nghiem iteu khdng cd sir dong y bdng van ban cua Trung tain kidin soiit berh tat Ngne An /

The test report must not be reproduced without the written approval ofNghe An Center for disease control
3 .Ten, mfiu, ten khdeh hdng dirge ghi theo yeu cSu cua nui gin man/ Name ofsample.(sj and customer are written as customer‘s request.
4.1’hidu ket qua ndy dirge Idin thdnh 03 bdn: 02 bin trd cho khiteh hang, 01 bite liru tai Khoa X6t Nghiem/

The lest result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department 
a*.Chi lieu dirge cong nhan ISO/IEC l7O25:2OI7/*Tests areaccreditedISG71EC 17025:201 
6**.Chi tteu sir dyng don v; ben ngoai/'1* l.xiernal mm usage criteria

BM 7.8.01 Lfin ban hanh: 1

Ham luc'ng
Pich loroacetoni tri le**____
Hain Itrong
Monochloroacciie acid**
Ham lirong Trichloroacetic
acid**_________________
Ham lu'OTig
Trich loroaxctonitril**
Ham Inong Vinyl clorua**

iI
KPH (< 0,3)


