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SO Y TE NGHE AN

:Q“ \‘_/// NGHE AN DEPARTMENT OF HEALTH
3 / TRUNG TAM KIEM SOAT BENH TAT
2BC:M}3A_‘ AOSC CENTERS FOR DISEASE CONTROL (CDC)
{/,, N0 5 VLAT 1.0897 Pia chi/Address: 140 Duong Lé Hong Phong,Phudng Trudmg Vinh, Tinh Ngh¢ An/
Uil W 1SOMEC 17025:2017 140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02385593071
Email: xetnghiemdpna@gmail.com
PHIEU KET QUA THU NGHIEM | S6/No : 987/PKN-KSBT _|
TEST REPORT
1. Tén mAu/Name of sample: Nugc may Ma s6/Code:  250943/92
2. Vi tri lay mau/Samplmg locations: Cua hang Hung Ngoc
S& nha 76 dudng 12/9 phuding Thanh Vinh , tinh Nghé An
3. Mo ta mau/De\crlptlon Can nhya 5L x 1 can,1500ml/chai nhya kin x 2 chai,
500mL/chai nat mai x 2 chai ( Can nhua, Chai nhua, chai thiy tinh c¢é niém phong)
4. Ngay gio' nhin miw/Sample date and time:  Ngay 19/9/2025
5. Ngudi giao mau/Sample delivery man: CN Hoan — Khoa SKMTé& YTTH Trung tim KSBT Nghé An
6. Ngay gi¢' thir nghi¢m mau/Sample test date and time: Ngay 19/9/2025 dén ngay 21/11/2025
7. Két qua thir nghi¢m/Test result:
Gidi han toi da |
1T Tén chi ticu Pon vi Phwong phip thir Rech,?/,ﬁ h;lB" ’ Két qua |
No. Characteristic Unit Test method 8 Result |
(QCDP } |
| 01:2021/NA) |
Cic thong s6 nhém A
Thong s6 vi sinh vt
1 | Coliforms* CFU/100 mL | TCVN 6187-1:2019 <3 KPH
T
g |B-adhi¥hage CFU/100 mL | TCVN 6187-1:2019 <1 KPH
Coliform chiu nhiét
Théng s6 cam quan va vo co
3 | Clo du tudo mg/L HANNA — HI 97701 0,2-1,0 0,47 / v
4 | Do duc* NTU TCVN 12402-1:2020 2 0,62 {[ > Ki
5 | Mau sac* TCU TCVN 6185 -2015 15 0,0 \\ \ ﬁ
5 Mui, vi Cam quan Khong ¢ inti, | Khong c6 mui, \\
4 vila vi la AN
7 | pH* TCVN 6492:2011 6,0 - 8,5 7,3
Cic théng s6 nhém B
g | luca g CFU/100mL | SMEWW 9213B <1 KPH
(Staphylococcus aureus)
g [ mekhysmgnRanh CFU/100mL | TCVN 8881:2011 <1 KPH
| (Ps.Aeruginosa)
Amoni ( NH3 va NH4* SMEWW 4500-NHsF 0,3
10| tinh theo N)* mg/L 2023 KPH(< 0,006)
11 | Antimon (Sb) mg/L ISO 15586 : 2003 0,02 KPH(< 0,001)
12 | Bari (Ba) mg/L TCVN 6660:2000 0,7 KPH(< 0,03)
Bor tinh chung cho ca mg/L TCVN 6635:2000 0,3 : ,
i Borat va axit Boric (B) KPH(< 0,012) !
1.Céc két qua thir nghlem ghi trong phiéu nay chi ¢6 gia tri d6j véi miu thir nghlém/?c'sl result are valid for the submitted sample(s) only.
2 Khong duoc trich din mot phin phiéu két qua thir nghiém néu khang c6 sur dong y bing vin ban ctia Trung tim kiém soat bénh tit Nghé An /
The test report must not be reproduced without the written approv. ral of Ngh¢ An Center for disease control
3.Tén méy, tén khach hang dugc ghi theo yéu ciu ciia noi giri mau/ Name of sam ple(s) and customer are written as customer's request.
4.Phiéu kél qua nay dugc lam thanh 03 ban: 02 ban tra cho khach hang, 01 bin luu tai Khoa X¢ét Nghlél
The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department
5* Chi tiéu dugc cdng nhan ISO/IEC 17025:2017/*Tests area ceredited ISO/IEC 17025:201
6** Chi tiéu sir dung don vi bén ngoai/** External unit usage criteria
BM 7.8.01 Lan ban hanh; 1 Soat xét: 1


gmail.com

CENTERS FOR DISEASE CONTROL (CDC)

SO Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT

Dia chi/Address: 140 Pudng Lé 11dng Phong, Phuong Trudng Vinh, Tinh Ngh¢ An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT
Gidi han toi da
Tr Tén chi tiéu Don vi Phuong phap thir eho phe‘p : Két qua
No. Characteristic Unit Test method Regular limit Result
(QCbpP
01:2021/NA)
14 | Cadmi (Cd) mg/L ISO 15586 : 2003 0,003 KPH
(<0,00003)
15 | Chi (Plumbum) (Pb) mg/L ISO 15586 : 2003 0,01 KPH(< 0,0006)
16 | Chi sb Pecmanganat* mg/L TCVN 6186-1996 2 1,22
17 | Chloride ( CI" )* mg/L TCVN 6194-1996 250 26,23
18 | Chromi (Cr) mg/L ISO 15586 : 2003 0,05 KPH(< 0,0003)
19 | Pdng (Cuprum)(Cu) mg/L TCVN 6193-1996 I KPH(< 0,006)
20 | B¢ cing tinh theo CaCO3* mg/L TCVN 6224 -1996 300 106
21 | Fluor (F) mg/L TCVN 6494-1:2011 1,5 0,673
22 | Kém (Zincum) (Zn) mg/L TCVN 6193-1996 2 KPH(< 0,006)
mg/L 0,1
23 | Man gan (Mn) i SMEV‘%’\;? 11B: KPH(< 0,006)
24 | Natri (Na) mg/L. TCVN 6660:2000 200 3,564
25 | Nickel (Ni) mg/L 1SO 15586 : 2003 0.07 KPH(< 0,0006)
26 | Nitrat ( NOs" tinh theo N)* mg/L TCVN 6180-1996 2 0,473
— — -
27 Nitrit ( NQz tinh theo N ) mg/L TCVN 6178-1996 0,05 KPH(< 0,003)
28 | Sht (Ferrum) (Fe)* me/L SMIERRER STe: 0,3 KPH(< 0,017)
29 | Seleni (Se) mg/L A e 0,01 KPH(< 0,0006)
30 | Sunphat mg/L TCVN 6494-1:2011 250 KPH(< 0,006)
31 (ng)y ngédn (Hydrargyrum) mg/L TCVN 7877-2008 0,001 KPH(< 0,0006)
32 TOng chat rdan hoa tan mg/L SMEWW 2540 C: 1000 140
(TDS) 2023
33 | Xyanua (CN")* maL TCVN 6181-1996 0,05 KPH(< 0,003)
34 [24-D ne/L US EPA 8321B:2007 30 KPH(< 3)
35 | 2,4-DB ne/L US EPA 8321B:2007 -0 KPH(< 3)
36 | Dichloprop ne/L US EPA 8321B:2007 100 KPH(< 3)
37 | Fenoprop ng/lL US EPA 8321B:2007 3 KPH(< 3)
1.Céc két qua thir nghiém ghi trong phiéu ndy chi c6 gia trj doi véi mau thir nghiém/Test result are valid for the submitted sample(s) only.
2.Khéng dugc trich din mot phén phiéu két qua thir nghi¢m néu khong ¢ sy dong ¢ bing van ban cuia Trung tim kiém soat bénh tit Nghé An /
The fest report must not be reproduced without r_he written a;éproval of Nghé An Center for disease conlrpl )
3.Tén mdu, tén khach hang duge ghi theo yéu cau cta noi giri maw/ Name of sample(s) and customer are written as customer s request.
4,Phiéu két qua ndy dugc [am thanh 03 ban: 02 ban tra cho khach hang, 01 ban lwu tai Khoa Xét Nghi¢m/
The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department
5*.Chi tidu dugc cong nhan ISO/IEC 17025:2017/*Tests area ccredited ISO/IEC 17025:201
6** Chi tiéu sir dung don vi bén ngodi/** External unit usage criteria
BM 7.8.01 Lan ban hanh: 1 Sodt xét: 1
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SO'Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT

CENTERS FOR DISEASE CONTROL (CDC)

Pia chi/Address: 140 Puong Lé Hong Phong,Phudng Truong Vinh, Tinh Ngh¢ An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT
Gi6i han toi da
TT Tén chi tiéu Pon vi Phuong phap thir Rec;,‘l‘l’,frhfigm Két qui
No. Characteristic Unit Test method Result
(QCPP
01:2021/NA)
38 | MCPA ML | Us EPA 8321B:2007 e KPH(< 0,6)
39 | Mecoprop JeeL US EPA 8321B:2007 10 KPH(<3)
40 | Cyanazine ng/L US EPA 536:2007 0,6 KPH(<0,18)
41 | Hydroxyatrazine ng/L US EPA 536:2007 200 KPH(<0,3)
42 | Simazine pg/L US EPA 536:2007 2 KPH(< 0,3)
43 | Molinate pe/L US EPA 536:2007 6 KPH(< 0.3)
trazine va cac dan xuat
44 | chloro-s-triazine pg/L US EPA 536:2007 100 KPH(< 0,3)
45 | Aldicarb ne/L US EPA 8321B:2007 - KPH(< 0,9)
46 | Carbofuran ng/L US EPA 8321B:2007 5 KPH(<0,9)
47 | Chlorpyrifos ML | Us EPA 8321B:2007 30 KPH(<0.9)
48 | Clorotoluron ng/L US EPA 8321B:2007 30 KPH(< 0,9}
49 | Isoproturon pg/L US EPA 8321B:2007 9 KPH(< 0,9)
50 | Pendimetalin ng/L US EPA 8321B:2007 20 KPH(< 0,9)
51 | Propanil ng/L US EPA 8321B:2007 20 KPH(<0,9)
g/l
52 | Bromat W5 EFfumetiad 10 KPH(< 1,5)
300-1:1999
/L.
53 | Clodane HE US EPA Method 02 KPH(< 0,06)
8270E:2018
y /L
s4 | DDT v céio dinxust R US EPA Method 1 KPH(< 0,3)
8270E:2018
; /L 20 <
55 | Methoxychlor PR US EPA Method : BPEC e
: 8270E:2018
L
56 | Permethrin e US EPA Method 20 KPH(< 1,5)
8270E:2018
/L
57 | Trifuralin =5 US EPA Method 20 KPH(< 1,5)
8270E:2018
58 | 2,4,6 - Triclorophenol /L US EPA Method 200 KPH(< 1,3)
i.Cac két qua thir nghx;.m ghi trong phiéu nay chi co gid trj dbi véi miu thir nghléml Test result are valid for the submitted sample(s) only.
2 Khong duge trich din mdt phan phiéu két qua thir nghi¢m néu khdng c6 sy dong y biing vin ban ctia Trung tim kiém soat bénh tit Nghé An /
The test report rust not be reproduced without the written a[a)prm al of Nghé An Center for disease control
3.Tén mdy, t&n khach hang dugc ghi theo yéu ciu cua noi giri maw/ Name of sample(s) and customer are written as customer's request.
4.Phiéu két qua ndy dugc lam thanh 03 ban: 02 ban tra cho khach hang, 01 ban luu tai Khoa Xét Nghlcm/
The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department
5*.Chi tidu dugc cong nhan ISO/IEC 17025:2017/*Tests area ccredited ISO/IEC 17025:201
6I"'.Chi tiéu sir dung don vi bén ngodi/** External unit usage criteria
BM 7.8.01 Soat xét: 1

Lén ban hanh: 1



mailto:xetnghiemdpna@gmail.com

SO Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT
CENTERS FOR DISEASE CONTROL (CDC)

Dia chi/Address: 140 Duong Lé Hong! Phong,Phurong Truong Vinh, Tinh Nghé An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province

DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT
Gi(’)’il hz_lnl t'6i da
Ta EIEPN S " i £ cho phe £ .
Yo Crmnersie | o | TEeSmRST | mearime | S
01:2021/NA)
8270E:2018

59 | 1,1,1 - Tricloroetan e/l EPA 524.2,1995 2000 KPH(< 1,5)
60 | 1,2 - Dicloroetan ne/L EPA 524.2,1995 30 KPH(< 1.5)
61 | 1,2 - Dicloroeten re/L EPA 524.2,1995 50 KPH(< 1,5)
62 | Cacbontetraclorua ng/L EPA 524.2,1995 2 KPH(< 0,3)
63 | Diclorometan ne/L EPA 524.2,1995 20 KPH(< 1,5)
64 | Tetracloroeten ng/L EPA 524.2,1995 40 KPH(< 1,5)
65 | Tricloroeten pg/L EPA 524.2,1995 20 KPH(< 1,5)
66 | Benzen ng/L EPA 524.2,1995 10 KPH(< 1,5)
67 | Etylbenzen ng/L EPA 524.2,1995 300 KPH(< 1,5)
68 | Styren ng/L EPA 524.2,1995 20 KPH(< 1,5)
69 | Toluen ne/L EPA 524.2,1995 700 KPH(< 1,5)
70 | Xylen gL EPA 524.2,1995 500 KPH(< 1,5)
71 | 1,2 - Diclorobenzen g/l EPA 524.2,1995 1000 KPH(< 1,5)
72 | Monoclorobenzen g/l EPA 524.2,1995 300 KPH(< 1,5)
73 | Triclorobenzen ng/L EPA 524.2,1995 20 KPH(< 1,5)
74 | Hexacloro butadien png/L EPA 524.2,1995 0,6 KPH(< 0,15)
75 ‘5@;33‘3{,3? 3 he/L EPA 524.2,1995 1 KPH(<0,3)
76 | 1,2 - Dicloropropan ng/L EPA 524.2,1995 40 KPH(< 1,5)
77 | 1,3 - Dichloropropen ng/L EPA 524.2,1995 20 KPH(< 1,5)
78 | Bromodichloromethane ne/L EPA 524.2,1995 60 KPH(< 1,5)
79 | Bromoform png/L EPA 524.2,1995 100 KPH(< 1,5)
80 | Chloroform ne/L EPA 524.2.1995 300 KPH(< 1,5)
81 | Dibromochloromethane g/l EPA 524.2,1995 100 KPH(< 1,5)
82 | Ham luong Sunfua** mg/L SMEV{%;;OO-SZ' 0,05 KPH (< 0,015)

1.Céc két qua thir nghiém ghi trong phiéu nay chi ¢6 gia tri dbi véi miu thir nghiémy/Test result are valid for the submitted sample(s) only.
2.Khdng duoc trich ddn mdt phan phiéu két qua thir nghiém néu khong c6 su dong ¥ bing van ban ctia Trung tdm kiém soat bénh tit Nghé An /
The test report must not be reproduced without the written a;:praval of Nghé Ar: Center for disease control
3.Tén my, tén khach hang dugc ghi theo yéu ciu cia noi giri mw/ Name of sample{s) and customer are written as customer’s request.
4.Phiéu két qua ndy dugc lam thanh 03 ban: 02 ban tra cho khéch hang, 01 ban luu tai Khoa Xét Nghigm/
The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department
5* Chi tiéu dugc cong nhan ISO/IEC 17025:2017/*Tests area ccredited ISO/IEC 17925:201

6** Chi tiéu sir dung don vi bén ngodi/** External unit usage criteria

BM 7.8.01 Lén ban hanh: | Soat xét: 1


mailto:xetnghiemdpna@ginail.com

CENTERS FOR DISEASE CONTROL (CDC)

SO Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT

Dia chi/Address: 140 Puong Lé Hdng Phong,Phurong Trudong Vinh, Tinh Nghé An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT
Gi6i han toi da
T Tén chi tidu Pon vi Phuong phip thit | Mo PReP Két qui
No. Characteristic Unit Test method 8 ' Result
(QCPP
01:2021/NA)
83 | Ham lugng Acrylamide** ug/L NIFC.04.M.081 0,5 KPH(<0,1)
(LC-MS/MS)
Ham luong NIFC.04.M.328
o Epiclohydrin** ng/L (GC-MS) 0,4 KPH(<0,1)
v — NIFC.04.M.082
85 | Formaldehyd** ne/L (Ref TCVN 7421- 900 KPH(< 100)
1:2004)
NIFC.04.M.072
Ham luong Phenol va din
86 ng/L (Ref.EPA Method | KPH (< 0,3)
xuat phenol ** 420.1 va US EPA
8270D)
Ham lug
87 | toncelas g ng/L TCVN 6225-1:2012 3,0 KPH (< 100)
88 | Ham luong Nhom** mg/L NIFC-03M1\g-)66 (ICP- 0,2 KPH (< 0,003)
NIFC.03.M.93
'. , Ref. TCVN
89 | Hoat dong phong xa o ** Bq/L 605(3:5'021; o 0,1 KPH (< 0,0046) 1
8879:2021; SMEWW
7110B:2023)
NIFC.03.M.93
\ , Ref. TCVN
90 | Hoat dong phong xa B** Bg/L 605(3:2021; TCVN 1,0 KPH (< 0,064)
8879:2021; SMEWW
7110B:2023)
91 | Ham luong Alachlor** ug/L NIFC.04.M.021 20 KPH (< 1,0)
' (LC-MS/MS)
Ham lugng . >
= Dibromoacetonitrile** gL EPA 551.1 70 KPH (<0.3)
Ham luong Dichl fi
Y || T e OIS ng/L EPA 552.2 50 KPH (< 0,6)

1.Céc két qua thir nghlém ghi trong phiéu nay chi c6 gia tr déj voi miu thir nghlem/ Test result are valid for the submitted sample(s) only.

2.Khong duoc trich din mot phan phiéu két qua thir nghiém néu khong c6 su dong y biing vin ban cia Trung tim kiém soét bénh tat Nghé An /
The Lest report must not be reproduced without the written approval of Nghé An Center for disease control

3.Tén mdu, tén khach hang dugc ghi theo yéu cdu cta noi giri m u/ Name of sample(s) and customer are writen as customer's request.

4 Phiéu két qua nay duoc lam thanh 03 bén: 02 ban tra cho khéch hang, 01 ban lu tai Khoa Xét Nghi¢m/
The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department

5* Chi tiéu dugc cong nhan ISO/IEC 17025:2017/*Tests area ccredited ISO/IEC 17025:201

6** Chi tiéu sir dung don vi bén ngoai/** External unit usage criteria

BM 7.8.01 Lan ban hanh: 1 Sodt xét: 1
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SO Y TE NGHE AN
NGHE ANADEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT
CENTERS FOR DISEASE CONTROL (CDC)

Dia chi/Address: 140 Buong Lé Hong Phong,Phudng Trudmg Vinh, Tinh Nghé An/
140 Le Hong Phong Street, Trueng Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT
Gi6i han toi da
TT Téu chi ticu Don vj Phuong phép thiv Rec(l:l?l(ﬁ!l,c.p it Két qua
No. Characicristic Unit Test method 2 S Result
(QCppP
01:2021/NA)

Ham lugng )
9% | Dichioroacetonitrile** ne/L EPA 551.1 20 KPH (<0,3)

Ham lugng ;
- Monochloroacetic acid** ne/L EPA 552.2 20 KPH (<0,6)
96 L—Lz}?*iugng Trichloroacetic ng/L - 200 KPH (< 0,6)

Ham lugng
i Trichloroaxetonitril** ne/L EPA 551.1 ] BEH.(<0,3)
98 | Ham lugng Vinyl clorua** pg/L EPA 524.2 0,3 KPH (< 0,1)

Ghi chii: KPH : Khong phdt hién c6 nghia la duéi ngudng phat hién ciia phirong phdp
Nghé An, ngay 2FTheggN nam 2025

PHONG KIEM NGHIEM PHO TRUONG KHOA A 0C
LAB VICE HEAD OF DEPARTMENT TOR

HOA-CHEMICAL VI SINH-MICROBI OLOGY ////
A LV 't

p 2 Phan Thanh Hai
Dwong Thi Thio Tran Thi Quyén e@‘

1.Cac két qua thir nghiém ghi trong phiéu nay chi co gia tri d6j véi mau thir nghiém/Test result are valid for the submitted sample(s) only.
2.Khéng duge trich ddn mdt phéan phiéu két qua thir nghiém néu khdng c6 sy dong y bing viin bin ciia Trung tim kiém sodt bénh tit Nghé An /
The test report must not be reproduced without the written approval of Nghé An Center for disease control
3.Tén mAy, tén khach hang dugc ghi theo yéu cau ctia noi giri miu/ Name of sample(s) and custemer are vritten as customer's reques.
4.Phiéu két qua ndy dugc lam thanh 03 ban: 02 ban tra cho khach hang, 01 ban luu tai Khoa Xét Nghi¢m/
The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department
5* Chi tidu dugc cong nhin ISO/IEC 17025:2017/*Tests area ccredited ISO/IEC 17025:201

6** Chi tiéu st dung don vi bén ngodi/** External unit usage criteria

BM 7.8.01 Lén ban hanh: 1 Soét xét: 1
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SO Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT
CENTERS FOR DISEASE CONTROL (CDC)
VLAT 1.0897 Dia chi/Address: 140 Buong Lé Hong Phong,Phudng Trudng Vinh, Tinh Nghé¢ An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
PT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

ISO/IEC 17025:2017

PHIEU KET QUA THU NGHIEM | S&/No : 986/PKN-KSBT
TEST REPORT
1. Tén mau/Name of sample: Nudc may Mi s6/Code:  250943/91

2. Vi tri lay mau/Sampling locations: Bia Quang Phic
X6m Ky Doai xa Hung Nguyén, tinh Ngh¢ An

3. Mb td mAu/Description: Can nhya 5L x 1 can,1500ml/chai nhya kin x 2 chai,

500mL/chai nit mai x 2 chai ( Can nhua, Chai nhya, chai thily tinh ¢6 ni€ém phong)
4. Ngay gio' nhan miu/Sample date and time:  Ngay 19/9/2025
5. Nguoi giao miu/Sample delivery man: CN Hoan — Khoa SKMT& YTTH Trung tam KSBT Nghé An
6. Ngay gio' thir nghiém miu/Sample test date and time: Ngay 19/9/2025 den ngay 21/11/2025
7. Két qua thir nghiém/Test result:

Gi6i han toi da
TF Tén chi tidu Pon vi Phuong phip thir cha phep Két qui
= ; Regular limit
No. Characteristic Unit Test method Result
(QCPP
01:2021/NA)
Cic thong s6 nhém A
Théng s6 vi sinh vt
1 | Coliforms* CFU/100 mL | TCVN 6187-1:2019 <3 KPH
E. coli * hodc .
2 Coliform chiu nhiét CFU/100 mL | TCVN 6187-1:2019 <l KPH
Théng s6 cam quan va vé co
3 | Clodutydo mg/L HANNA — HI 97701 0,2-1,0 0,58
4 | b6 dyc* NTU TCVN 12402-1:2020 2 0,51 )
5 | Mau sac* TCU TCVN 6185 - 2015 15 0,0 [
¢ | Muivi Gt Khong c6 mai, | Khong co mui, \}:_
vila vi la \
7 | pH* TCVN 6492:2011 6,0-8,5 7.37
Cic thong s6 nhém B
g | TuGvng CFU/100mL | SMEWW 9213B <1 KPH
( Staphylogoccus aureus)
g | TryeKhuian mi xanh® CFU/100 mL | TCVN 8881:2011 <1 KPH
(Ps.Aeruginosa)
Amoni ( NH3 va NHs* SMEWW 4500-NHsF 0,3
10" tinh theo N)* mg/L 203 KPH(< 0,006)
11 | Antimon (Sb) mg/L ISO 15586 : 2003 0,02 KPH(< 0,001)
12 | Bari (Ba) mg/L TCVN 6660:2000 0,7 KPH(< 0,03)
Bor tinh chung cho ca mg/L TCVN 6635:2000 0,3
13| Borat va axit Boric (B) KPH(< 0,012)
14 | Cadmi (Cd) mg/L ISO 15586 : 2003 0,003 KPH

1.Céc két qua thir nghiém ghi trong phiéu nay chi c6 gid tri déj voi mdu thir nghiém/Test result are valid for the submitted sample(s) only.

2.Khong duge trich ddn mét phén phiéu két qua thir nghiém néu khong cé sy déng y biing vin ban cia Trung tim kiém soét bénh tat Nghé An /
The test report must not be reproduced without the written agproval of Ngh¢ An Center for disease control

3.Tén mau, tén khich hang duge ghi thee yéu ciu cta noi giri maw/ Name of sample(s) and customer are written as customer's reqiest.

4.Phiéu két qua nay dugc lam thanh 03 ban: 02 bén tra cho khach hang, 01 ban lwu tai Khoa Xét Nghi¢m/
The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department

5*.Chi tiéu duge cong nhén ISO/IEC 17025:2017/*Tests area ccredited ISO/IEC 17025:201

6**.Chi tiéu sir dung don vi bén ngodi/** External unit usage criteria

BM 7.8.01 Ldn ban hanh: 1 Soat xét: 1
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CENTERS FOR DISEASE CONTROL (CDC)

SO Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT

Dia chi/Address: 140 Pudng Lé Hong Phong, Phudng Truong Vinh, Tinh Nghé An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna/@gmail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT
‘ Gi¢i han toi da
TT Tén chi tiéu Pon vi Phuong phap thir ehio phep Kt qud
No. Characteristic Unit Test method Regular limit Res(tlzlt
(QCDbP
01:2021/NA)
(<0,00003)
15 | Chi (Plumbum) (Pb) mg/L ISO 15586 : 2003 0,01 KPH(< 0,0006)
16 | Chi s6 Pecmanganat* mg/L TCVN 6186-1996 2 0,7
17 | Chloride ( CI- )* mg/L TCVN 6194-1996 250 27,3
18 | Chromi (Cr) mg/L ISO 15586 :2003 0,05 KPH(< 0,0003)
19 Déng (Cuprum)(Cu) mg/L TCVN 6193-1996 1 KPH(< 0,006)
20 | Do cing tinh theo CaCO3* mg/L TCVN 6224 -1996 300 100
21 | Fluor (F) mgl TCVN 6494-1:2011 1,7 0,66
22 | Kém (Zincum) (Zn) mg/L TCVN 6193-1996 2 KPH(< 0,006)
mg/L 0,1
23 | Man gan (Mn) ¢ SMEV\;X;;I 11B: ’ KPH(< 0,006)
24 | Natri (Na) mg/L CVN 6660:2000 200 6,457
25 | Nickel (Ni) mek ISO 15586 : 2003 007 KPH(< 0,0006)
26 | Nitrat ( NOs tinh theo N)* mg/L TCVN 6180-1996 2 0,482
— — *
27 Nitrit ( NOz™ tinh theo N ) mg/L TCVN 6178-1996 0,05 KPH(< 0,003)
28 | Sét (Ferrum) (Fe)* mg/L. e 0.3 KPH(< 0,017)
7 p
29 | Seleni (Se) mg/L S 0,01 KPH(< 0,0006)
30 | Sunphat mg/L TCVN 6494-1:2011 250 KPH(< 0,006)
31 (Té’;i ngén/(Hydrargyrum) mgiL. TCVN 7877-2008 0,001 KPH(< 0,0006)
32 TOng chat ran hoa tan mg/L SMEWW 2540 C: 1000 138
(TDS) 2023
33 | Xyanua (CN")* mg/L TCVN 6181-1996 0,05 KPH(< 0,003)
34 [2,4-D ne/l US EPA 8321B:2007 30 KPH(< 3)
35 |2,4-DB ne/L US EPA 8321B:2007 20 KPH(< 3)
36 | Dichloprop ne/L US EPA 8321B:2007 Y KPH(< 3)
37 | Fenoprop pe/L US EPA 8321B:2007 9 KPH(< 3)
1.Céc két qua thir nghiém ghi trong phiéu nay chi c6 gid tri d6j voi mau thir nghiém/Test result are valid for the submitted sample(s) only.
2.Khdng duge trich ddn mét phan phiéu két qua thir nghiém néu khdng c sy ddng y bang viin ban cta Trung tam kiém soat bénh tit Ngh¢ An /
The test report must not be reproduced without the written approval of Nghé An Center for disease control
3.Tén mdy, tén khach hang dugc ghi theo yéu clu ctia noi giri mau/ Name of sample(s) and customer are written as customer's request.
4.Phiéu két qua nay dugc [am thanh 03 ban: 02 ban tra cho khach hang, 01 ban luu tai Khoa Xét Nghiém/
The test result are printed in 03 documents: 02 docunsent is given to customer; 01 document is stored at Testing Department
5% Chi tidu dugc cong nhan ISO/IEC 17025:2017/*Tests area ceredited ISO/IEC 17025:201
6** Chi tiéu sir dung don vi bén ngodi/** External unit usage criteria
BM 7.8.01 Lin ban hanh: 1 Sodt xét: 1



mailto:xetnghiemdpna@gmail.com

SO Y TE NGHE AN
NGHE AN DEPARTMEN"I‘ OF HEALT:H
TRUNG TAM KIEM SOAT BENH TAT
CENTERS FOR DISEASE CONTROL (CDC)

Dia chi/Address: 140 Puong 1.& Hdng Phong,Phudng Trudng Vinh, Tinh Ngh¢ An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT
Gi6i han toi da
TT Tén chi tidu Pon vi Phuong phép thir R:;,‘I‘l’hfr"figm Két qui
No. Characteristic Unit Test method (QCDP Result
: 01:2021/NA)
38 | MCPA hg/L US EPA 8321B:2007 5 KPH(< 0,6)
39 | Mecoprop - ne/L US EPA 8321B:2007 10 KPH(< 3)
40 | Cyanazine ng/L US EPA 536:2007 0,6 KPH(< 0,18)
41 | Hydroxyatrazine ne/L 4 US EPA 536:2007 200 KPH(<0,3)
42 | Simazine ng/L US EPA 536:2007 2 KPH(< 0,3)
43 | Molinate peg/L US EPA 536:2007 6 KPH(< 0,3)
Atrazine va cac dan xuét :
44 | chloro-s-triazine g/L US EPA 536:2007 100 KPH(< 0,3)
45 | Aldicarb ng/L US EPA 8321B:2007 10 KPH(< 0,9)
46 | Carbofuran pe/L US EPA 8321B:2007 5 KPH(< 0,9)
47 | Chlorpyrifos ne/L US EPA 8321B:2007 30 KPH(< 0,9)
48 | Clorotoluron pg/L US EPA 8321B:2007 30 KPH(< 0,9)
49 | Isoproturon pg/L US EPA 8321B:2007 9 KPH(< 0,9)
50 | Pendimetalin ng/L US EPA 8321B:2007 20 KPH(<0,9)
51 | Propanil png/L US EPA 8321B:2007 20 KPH(< 0,9)
pg/L '
52 | Bromat US EPA method 10 KPH(< 1,5)
300-1:1999
/L
53 | Clodane be US EPA Method 0.2 KPH(< 0.06)
8270E:2018
= /L _
54 | DDT va céc din xuét B US EPA Method 1 KPH(< 0,3)
8270E:2018
L 20 KPH(< 1,5
55 | Methoxychlor he/ US EPA Method ( )
8270E:2018
5
56 | Permethrin he/ US EPA Method 20 KPH(< 1,5)
8270E:2018
/L
57 | Trifuralin . US EPA Method 20 KPH(< 1,5)
8270E:2018
58 | 2,4,6 - Triclorophenol g/l US EPA Method 200 KPH(< 1,5)

1.Céc két qua thir nglmm ghl trong phléu nay chi c6 gia trj d()l voi miu thir n;,hle"n/Tesl result are valid for the submitted sample(s) only.
2.Khéng duge trich din mét phan phicu két qua thir nghiém néu khong ¢6 sy dong y bing vin ban ctia Trung tim kiém sodt bénh tat Nghg An /
The test report must not be reproduced without the written approval of Nghé An Center for disease control
3.Tén mdy, tén khach hang dugc ghi theo yéu ciu ctia noi giri maw Name of. sample(s) and customer are written as customer'’s request.
4 Phiéu két qua nay dugc lam thanh 03 ban: 02 ban tra cho khach h'\ng 01 ban luu tai Khoa XétNghlém/
The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department
5*.Chi tiéu duoc cdng nhin ISO/IEC 17025:2017/*Tests area ccredited ISO/IEC 17025:201

6** Chi tiéu sir dung don vi bén ngoai’** External unit usage criteria

BM 7.8.01 Lén ban hanh: | Soat xét: 1
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SO Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT

CENTERS FOR DISEASE CONTROL (CDC)

Dia chi/Address: 140 Dudong Lé Hong Phong,Phudng Trudng Vinh, Tinh Nghé An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT
Giml hanl t6i da
e chpd o ek d Bl cho phé PIr
T Gt | v | Pemesnnd | bl | Ko
01:(2%21/NA)
8270E:2018

59 | 1,1,1 - Tricloroetan ne/L EPA 524.2,1995 2000 KPH(< 1,5)
60 | 1,2 - Dicloroetan pg/L EPA 524.2,1995 30 KPH(< 1,5)
61 | 1,2 - Dicloroeten png/L EPA 524.2,1995 50 KPH(< 1,5)
62 | Cacbontetraclorua pg/L EPA 524.2,1995 2 KPH(< 0,3)
63 | Diclorometan pg/L EPA 524.2,1995 20 KPH(< 1,5)
64 | Tetracloroeten ng/L EPA 524.2,1995 40 KPH(< 1,5)
65 | Tricloroeten Hg/L EPA 524.2,1995 20 KPH(< 1,5)
66 | Benzen pe/L EPA 524.2,1995 10 KPH(< 1,5)
67 | Etylbenzen pe/L EPA 524.2,1995 300 KPH(< 1,5)
68 | Styren ng/L EPA 524.2,1995 20 KPH(< 1,5)
69 | Toluen pe/l EPA 524.2,1995 700 KPH(< 1,5)
70 | Xylen /L EPA 524.2,1995 500 KPH(< 1,5)
71 | 1,2 - Diclorobenzen ng/L EPA 524.2,1995 1000 KPH(< 1,5)
72 | Monoclorobenzen g/l EPA 524.2,1995 300 KPH(< 1,5)
73 | Triclorobenzen ne/L EPA 524.2,1995 20 KPH(< 1,5)
74 | Hexacloro butadien g/l EPA 524.2,1995 0,6 KPH(< 0,15)
75 éﬁ,;;;;ﬁ;,‘;?:" -3 he/L EPA 524.2,1995 l KPH(< 0,3)
76 | 1,2 - Dicloropropan pg/L EPA 524.2,1995 40 KPH(< 1,5)
77 | 1,3 - Dichloropropen pg/L EPA 524.2,1995 20 KPH(< 1,5)
78 | Bromodichloromethane g/l EPA 524.2,1995 60 KPH(< 1,5)
79 | Bromoform /L EPA 524.2,1995 100 KPH(< 1,5)
80 | Chloroform ng/L EPA 524.2,1995 300 KPH(< 1,5)
81 | Dibromochloromethane png/L EPA 524.2,1995 100 KPH(< 1,5)
82 | Ham lugng Sunfua** mg/L SMEW2W0243500‘32' 0,05 KPH (< 0,015)

1.Céc két qua thir nghiém ghi trong phiéu ndy chi c6 gia tri ¢6j voi mAu thit nghiém/Test result are valid for the submitted sample(s) only.
2.Khong duoe trich din mét phin phiéu két qua thir nghiém néu khéng c6 sy ddng y bing vin ban ctia Trung tdm kiém sodt bénh tit Nghé An /
The test report must not be reproduced without the written agproval of Nghé An Center for disease control
3.Tén may, tén khach hang dugc ghi theo yéu ciu ctia noi giti maw/ Name of sample(s) and customer are written as customer's request.
4.Phiéu két qué ndy dugc [am thanh 03 ban: 02 ban tra cho khach hang, 01 ban luu tai Khoa Xét Nghi¢m/
The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department
5* Chi tiéu dugc cong nhin ISO/IEC 17025:2017/*Tests asea ccredited ISO/IEC 17025:201

6** Chi tiéu sir dung don vi bén ngodi/** External unit usage criteria

BM 7.8.01 Lan ban hanh: ‘1 Soat xét: 1
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CENTERS FOR DISEASE CONTROL (CDC)

SO Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT

Dia chi/Address: 140 Duong Lé Hong Phong,Phudng Trudng Vinh, Tinh Ngh¢ An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT
Gi6i han toi da
- ho phé .
T Tén chi tiéu Don vi Phuong phap thir Recgt(l)lzlz)r figm Két qua
No. Characteristic Unit Test method (QCDP Result
01:2021/NA)
83 | Ham luong Acrylamide** ng/L NIEC.04.M.051 0,5 KPH(<0,1)
(LC-MS/MS)
Ham lugng NIFC.04.M.328 KPH(<0.1
34 Epiclohydrin** ne/L (GC-MS) L k)
Ham luong NIFC.04.M.082
85 | Formaldehyd** ng/L (Ref. TCVN 7421- 900 KFH(<100)
1:2004)
NIFC.04.M.072
Ham luong Phenol va dan
g5 | S ng/L (Ref.EPA Method 1 KPH (< 0,3)
Xuat phenol** 420.1 va US EPA
8270D)
Ham |
87 | Monoalwmin®® ng/L TCVN 6225-1:2012 3,0 KPH (< 100)
88 | Ham lwgng Nhom** mg/L NIFC-03MNé-)66 (ICP- 0,2 KPH (< 0,003)
NIFC.03.M.93
1 , Ref. TCVN
89 | Hoat dong phéng xa o ** Bq/L 605(3:2021; 100 0,1 KPH (< 0,0046)
8879:2021; SMEWW
7110B:2023)
NIFC.03.M.93
. ; Ref, TCVN
90 | Hoat dong phong xa B** Bq/L 605(3:2021; TCVN 1,0 KPH (< 0,064)
8879:2021; SMEWW
7110B:2023)
91 | Ham lugng Alachlor** ug/L NIFC.04.M.021 20 KPH (< 1,0)
(LC-MS/MS)
Ham lugng
%2 Dibromoacetonitrile** ng/L EPA 551.1 70 KPH (<0,3)
93 Ham luong Dichloroacetic ng/L —— 50 KPH (< 0,6)

acid**

1.Céc két qua thir nghlém ghi trong phléu nay chi co gia tri dm véi miu thir nghlcm/ Test result are valid for the submitted sample(s) only.

2.Khéng duge trich din mot phin phiéu két qua thir nghiém néu khdng c6 sy dong y bing van ban cua Trung tim kiém soat bénh tat Nghg An /
The tes? report must not be reproduced without the written a

3.Tén mdu, tén khach hang dugc ghi theo yéu ciu cua noi giri maw/ Name of. sample(s) and customer are written as customer s request.

roval of Nghé An Center for disease control

4.Phiéu két qua nay dugc lam thanh 03 ban: 02 ban tra cho khach hang, 01 ban luu tai Khoa Xét Nghi¢m/

The test resudt are printed in 03 documents: 02 document is given to custonter; 01 document is stored at Testing Department
5*.Chi tiéu duge cong nhin ISO/IEC 17025:2017/*Tests area ccredited ISO/IEC 17025:201
6**.Chi tiéu sir dung don vi bén ngoai/** External unit usage criteria

\.\\\\4._

BM 7.8.01

Lén ban hanh: 1

Sodt xét: 1
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