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SO Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT

CENTERS FOR DISEASE CONTROL (CDC)
VLAT 1.0Dia chi/Address: 140 Duong Lé Hong Phong,Phudng Truong Vinh, Tinh Ngh¢ An/
conec 17025 20140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province

DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM | S6/No : 978/PKN-KSBT
TEST REPORT
1. Tén mau/Name of sample: Nudc may Mai sd/Code:  250939/83

2. Vi tri ldy mAu/Sampling locations: L& Van Phu

X6m Téan Yén x3 Quang Chau, tinh Nghé An

3. M6 ta mAu/Description: Can nhya 5L x 1 can ,1500ml/chai nhya kin x 2 chai,
500mL/chai nit mai x 2 chai ( Can nhua, Chai nhya, chai thily tinh ¢6 ni€ém phong)

4. Ngay gio' nhin miu/Sample date and time:

Ngdy 19/9/2025

5. Ngudi giao miu/Sample delivery man: CN Hoan — Khoa SKMT& YTTH Trung tam KSBT Nghé An
6. Ngay gio' thir nghiém mAu/Sample test date and time: Ngay 19/9/2025 dén ngay 21/11/2025
7. Két qua thir nghiém/Test result:

Gioi hanhtﬁi da
A 5 ek 4 = ho phép X -
TT I'én chi ticu Don vi Phuong phap thir ¢ S Ket qua
No. Characteristic Unit Test method R e%’s%'}‘)lf,m't Result
01:2021/NA)
Cic thong s6 nhém A
Thong s6 vi sinh vt
1 | Coliforms* CFU/100 mL | TCVN 6187-1:2019 <3 KPH
E. coli * hodc 1
2 | Coliform chiu nhiét CFU/100 mL ; TCVN 6187-1:2019 <1 KPH
Théng s6 cam quan va vo co
3 [Clodutydo mg/L HANNA — HI 97701 0,2-1,0 1,45
4 | Do duc* NTU TCVN 12402-1:2020 2 6,66 P
5 | Mausic*? TCU TCVN 6185 - 2015 15 00 fo
Mui, vi : Khong cé mui, Khéng c6 mui,| | 2
6 Cam quan vila vi la (L < Kg;Eéx\
7 | PH* TCVN 6492:2011 6,0-85 7,03 \B\siHn
Cic thong s6 nh6m B \\\\
T A 2‘1n \\_
g | Yt Jane CFU/100mL | SMEWW 9213B <1 KPH
(Staphvlococcus aureus)
g | Trwe khuan m xanh* CFU/100mL | TCVN 8881:2011 <1 KPH
(Ps.Aeruginosa)
Amont ( NH3 va NH4" SMEWW 4500-NH3F 0,3
10| tinh theo N)* mg/L 2023 KPEH(< 0,006)
[1 | Antimon (Sb) mg/L ISO 15586 : 2003 0,02 KPH(< 0,001)
12 | Bari (Ba) mg/L TCVN 6660:2000 0,7 KPH(< 0,03)
Bor tinh chung cho ca mg/L TCVN 6635:2000 0:3 7
13 Borat va axit Boric (B) KPH(<0,012)
, . mg/L [SO 15586 : 2003 0,003 KPH
14 | Cadmi (Cd) (< 0,00003)
15 | Chi (Plumbum) (Pb) mg/L ISO 15586 : 2003 0,01 KPH(< 0,0006)

1.Céc két qua thir nghiém ghi trong phiéu nay chi co gia trj df)_i voi miu thir nghiém/Test result are valid for the submitted sample(s) only.

2. Khong duoc trich ddn mot phdn phiéu két qua thir nghiém néu khong c6 sw dong y bing viin bin cua Trung tim kiém sodt bgnh tit Nghé An /
The test report must not be reproduced without the written agproml of Nghé An Center for disease control

3.Tén mau, tén khach hang duoc ghi theo yéu ciu ctia noi giri mau/ Name of sample(s) and customer are written as customer's request.

4.Phiéu két qua nay dugc lam thanh 03 ban: 02 ban tra cho khach hang, 01 ban luu tai Khoa Xét Nghi¢m/
The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department

5* Chi tiéu dugc cong nhén ISO/IEC 17025:2017/*Tests area ccredited ISO/IEC 17025:201

6** Chi tiéu sir dung don vi bén ngodi/** External unit usage criteria

BM 7.8.01 Lén ban hanh: 1 Soét xét; 1


mailto:xetnghiemdpna@gniail.com

SO Y TE NGHE AN
NGHE AN ADEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT
CENTERS FOR DISEASE CONTROL (CDC)

Dia chi/Address: 140 Puong Lé Hong Phong,Phudng Trudng Vinh, Tinh Nghé An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT
Gidi han toi da
i Tén chi tiéu Pon vi Phuong phép thir cho phép Két qui
No. Characteristic Unit Testgnlt)etltlo)d R e%rgl(a:ri')lrgnut Iges(llllllt“
01:2021/NA)
16 | Chi sb Pecmanganat* mg/L TCVN 6186-1996 2 1,73
17 | Chloride ( CI- )* mg/L TCVN 6194-1996 250 19,5
18 | Chromi (Cr) mg/L ISO 15586 : 2003 0,05 KPH(< 0,0003)
19 | Dong (Cuprum)(Cu) mg/L TCVN 6193-1996 1 KPH(< 0,006)
20 | Do cirng tinh theo CaCO3* mg/L TCVN 6224 -1996 300 102
21 | Fluor (F) mg/L TCVN 6494-1:2011 1,5 0,322
22 | Kém (Zincum) (Zn) mg/L TCVN 6193-1996 2 KPH(< 0,006)
/
23 | Man gan (Mn) mg/L SMEWW 3111B: 4l 0,052
24 | Natri (Na) mg/L TCVN 6660:2000 200 7,997
25 | Nickel (Ni) mg/L ISO 15586 : 2003 0,07 KPH(< 0,0006)
26 | Nitrat ( NOs tinh theo N)* mg/L TCVN 6180-1996 2 0,282
i 1 -
28 | Sét (Ferrum) (Fe)* mgL. - 0,3 0,162
29 | Seleni (Se) mg/L L 0,01 KPH(< 0,0006)
30 | Sunphat mg/L TCVN 6494-1:2011 250 KPH(< 0,006)
31 Ei‘fg‘)y ngan (Hydrargyrum) mg/L TCVN 7877-2008 0,001 KPH(< 0,0006)
TOng chat ran hoa tan mg/L SMEWW 2540 C: 1000
32 | (DS ) 2023 134
33 | Xyanua (CN* 0 TCVN 6181-1996 U0 KPH(< 0,003)
34 [2,4-D ng/l US EPA 8321B:2007 30 KPH(< 3)
35 |2,4-DB ng/l US EPA 8321B:2007 90 KPH(< 3)
36 | Dichloprop ne/L US EPA 8321B:2007 100 KPH(< 3)
37 | Fenoprop ng/L US EPA 8321B:2007 ? KPH(< 3)
38 | MCPA g/l US EPA 8321B:2007 2 KPH(< 0,6)
39 | Mecoprop ng/L US EPA 8321B:2007 10 KPH(< 3)
40 | Cyanazine pg/L US EPA 536:2007 0,0 KPH(< 0,18)
41 | Hydroxyatrazine ng/L US EPA 536:2007 200 KPH(< 0,3)
1.Céc két qud thir nghiém ghi trong phiéu ndy chi c6 gi tri d6j voi mau thir nghiém/Test result are valid for the submitted sample(s) only.
2.Khéng dugc trich dn mot phin phiéu két qua thir nghiém néu khong c6 sy dong y bing vin ban ctia Trung tim kiém soét bénh tat Nghé An /
The test report must not be reproduced without the written approval of Nghé An Center for disease control
3.Tén my, tén khéch hang dugc ghi theo yéu ciu cua noi giri maw/ Name of sample(s) and customer are written as customer’s request.
4.Phiéu két qua nay dugc [am thanh 03 ban: 02 ban tra cho khdch hang, 01 béan luu tai Khoa Xét Nghi¢m/
The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department
5* Chi tiéu dugc cong nhan ISO/IEC 17025:2047/*Tests area ccredited ISO/IEC 17025:201
6** Chi tiéu sir dung don vi bén ngodi/** External unit usage criteria
BM 7.8.01 Lan ban hanh: 1 Soat xét: 1



mailto:xetnghiemdpna@gmail.com

SO Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT

CENTERS FOR DISEASE CONTROL (CDC)

Dia chi/Address: 140 Duong Lé Hong Phong,Phudng Trudng Vinh, Tinh Ngh¢ An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT
Gi(’)’ihhanht,éi da
TT Tén chi tiéu Pon vi Phuong phip thir b et A Két qua
No. Characteristic Unit Test method Ref(‘slg'}')lf,m” Result
01:2021/NA)
42 | Simazine ng/L US EPA 536:2007 2 KPH(< 0,3)
43 | Molinate pg/L US EPA 536:2007 6 KPH(< 0,3)
Atrazine va céc dan xuat pg/L 100
44 | chloro-s-triazine US EPA 536:2007 KPH(<0,3)
45 | Aldicarb he/ US EPA 8321B:2007 g KPH(<0,9)
46 | Carbofuran ng/L US EPA 8321B:2007 5 KPH(< 0,9)
47 | Chlorpyrifos ne/l US EPA 8321B:2007 AU KPH(< 0,9)
48 | Clorotoluron ng/L US EPA 8321B:2007 30 KPH(< 0,9)
49 | Isoproturon ng/L US EPA 8321B:2007 9 KPH(< 0,9)
50 | Pendimetalin neg/l US EPA 8321B:2007 20 KPH(< 0,9)
51 | Propanil g/l US EPA 8321B:2007 20 KPH(< 0,9)
pne/L 10
52 | Bromat il KPH(< 1,5)
300-1:1999 -
ug/L US EPA Method : KPH(< 0.06
o [ 8270E:2018 i/
3 cdc din xul he/l US EPA Method ‘
KPH(< 0,3) A\
54 | DDT va céc dan xuat 87052018 ( ) ri ’01\\\
he/L US EPA Method L ) o
KPH(< 1,5)rA
55 | Methoxychlor 270E2018 - ( )LAT A
: pe/L A/
6 | P th US EPA Method KPH(< 1.5 /
gl < 8270E:2018 2l e 1
ifurall he/L US EPA Method
KPH(< 1,5
57 | Trifuralin 2270E:5018 ( )
|5 200
58 | 2,4,6 - Triclorophenol he/ USS§7PO% :I.‘\Z/[(?ltg()d KPH(< 1,5)
59 | 1,1,1 - Tricloroetan ng/L EPA 524.2,1995 2000 KPH(< 1,5)
60 | 1,2 - Dicloroetan ng/L EPA 524.2,1995 30 KPH(< 1,5)
61 | 1,2 - Dicloroeten pne/L EPA 524.2,1995 50 KPH(< 1,5)
62 | Cacbontetraclorua ng/L EPA 524.2,1995 2 KPH(< 0,3)
63 | Diclorometan png/L EPA 524.2,1995 20 KPH(< 1,5)
64 | Tetracloroeten pg/L EPA 524.2,1995 40 KPH(< 1,5)

1.Céc két qua thir nghiém ghi trong phiéu nay chi co gi trj déj véi miu thir nghiém/Test result are valid for the submitted sample(s) only.

2.Khong dugc trich din mot phin phiéu két qua thir nghiém néu khong c6 sy dong y bing viin bin cuia Trung tim kiém sodt bénh tit Nghé An /
The test report must not be reproduced without the written approval of Nghé An Center for disease control

3.Tén mu, tén khach hang duoc ghi theo yéu cu clia noi giri m%ﬁ/ Name of sample(s) and customer are written as customer’s request.

4. Phiéu két qua nay dugc lam thanh 03 ban: 02 ban tra cho khéch hang, 01 ban luu tai Khoa Xét Nghi¢m/
The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department

5* Chi tiéu duoc cong nhén ISO/IEC 17025:2017/*Tests area ccredited ISO/IEC 17025:201

6**.Chi ti€u str dung don vj bén ngodi/** External unit usage criteria

BM 7.8.01

Lan ban hanh: 1 Sodt xét: 1


gmail.com

SO Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT

CENTERS FOR DISEASE CONTROL (CDC)

Dia chi/Address: 140 Duong Lé Hong Phong,Phudng Trudmg Vinh, Tinh Nghé An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

HOA-CHEMICAL VI SINH-MICROBIOLOGY

A } Pl

Duwong Thi Thao Tran Thi Quyén Phan Thanh Hai y;

TEST REPORT
Gi(’)ihhz_ml toi da
Ao e e i ) : » c &
Tl G| Dgy | Pwmeresi | gl | Ko
01:2021/NA)
65 | Tricloroeten pne/L EPA 524.2,1995 20 KPH(< 1,5)
66 | Benzen ng/L EPA 524.2,1995 10 KPH(< 1,5)
67 | Etylbenzen ng/L EPA 524.2,1995 300 KPH(< 1,5)
68 | Styren he/L EPA 524.2,1995 . KPH(< 1,5)
69 | Toluen ng/L EPA 524.2,1995 700 KPH(< 1,5)
70 | Xylen ng/l EPA 524.2,1995 208 KPH(< 1,5)
71 | 1,2 - Diclorobenzen ng/L EPA 524.2,1995 1000 KPH(< 1,5)
72 | Monoclorobenzen ug/L EPA 524.2,1995 300 KPH(< 1,5)
73 | Triclorobenzen ng/L EPA 524.2,1995 20 KPH(< i,5)
74 | Hexacloro butadien ng/L EPA 524.2,1995 0,6 KPH(< 0,15)
75 ’c’ﬁ);o'ﬁéﬁgé'? di he/L EPA 524.2,1995 ' KPH(< 0,3)
76 | 1,2 - Dicloropropan ng/L EPA 524.2,1995 40 KPH(< 1,5)
77 | 1,3 - Dichloropropen ng/L EPA 524.2,1995 20 KPH(< 1,5)
78 | Bromodichloromethane ng/L EPA 524.2,1995 60 KPH(< 1,5)
79 | Bromoform ng/L EPA 524.2,1995 100 KPH(< 1,5)
80 | Chloroform ng/L EPA 524.2,1995 300 KPH(<1,5)
81 | Dibromochloromethane ng/L EPA 524.2,1995 100 KPH(< 1,5)
Ghi chii: KPH : Khong phat hién cé nghia la dwoi nguong phat hién cua phuengphdp
Neghé An, ndes 2-1ne N nam 2025
PHONG KIEM NGHIEM PHO TRUONG KHOA @ £LROC
LAB VICE HEAD OF DEPARTMENT TOR

1.C4c két qua thir nghiém ghi trong phiu ndy chi c6 gia tri d6j voi miu thir nghiém/Test result are valid for the submitted sample(s) only.
2.Khong dugc trich din mét phén phiéu két qua thir nghiém néu khéng c6 su dong y bing van ban ctia Trung tam kiém soat bénh tit Nghé An /
The test report must not be reproduced without the written approval of Nghé An Center for disease control
3.Tén mAu, tén khéch hang dugc ghi theo yéu cu cia noi giri m53/ Name of sample(s) and customer are written as customer’s request.
4.Phiéu két qua ndy dugc lam thanh 03 ban; 02 ban tra cho khach hang, 01 ban luu tai Khoa Xét Nghié¢m/
The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department
5* Chi tiéu dugc cong nhin ISO/IEC 17025:2017/*Tests area ceredited ISO/IEC 17025:20!

6** Chi tiéu str dung don vi bén ngoai/** External unit usage criteria

BM 7.8.01 Lén ban hanh: 1 Soat xét: 1



mailto:xetnghierndpna@gmail.com

\\ SO Y TE NGHE AN
& \ NGHE AN DEPARTMENT OF HEALTH

— o A : & AR 3
E’_; ARA :, NS (\\wt\ TRUNG TAM KIEM SOAT BENH TAT
K g L & 2 ) "iz_e"

CENTERS FOR DISEASE CONTROL (CDC)

S VEAT 10845, chijAddress: 140 Budng Lé Hong Phong Phiimg Trudmg Vinh, Tinh Ngh¢ An/

ISQUEC 17025:72

““UTh40 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM [ S8/No : 977/PKN-KSBT _|
TEST REPORT

. Tén miu/Name of sample: Nudc may Ma s6/Code:  250940/82
. Vi tri ldy miu/Sampling locations: Chu Vin Chung
X6m Tan Phu x3 Quang Chau , tinh Nghé An
. M6 ta mAu/Description: Can nhya 5L x 1 can,1500ml/chai nhya kin x 2 chai,
500mL/chai nut mai x 2 chai ( Can nhua, Chai nhya, chai thiy tinh c6 niém phong)

B

w

4. Ngay gio nhin miu/Sample date and time:  Ngay 19/9/2025
5. Nguoi giao mau/Sample delivery man: CN Hoan — Khoa SKMT& YTTH Trung tam KSBT Nghé An
6. Ngay gio thir nghi¢ém mAiu/Sample test date and time: Ngay 19/9/2025 dén ngay 21/11/2025
7. Két qua thir nghi¢m/Test result:
Gié'ihhz,m toi da
= o ; v - hép £ 2
TT Tén chi tiéu Don vi Phwong phap thir CUOPILD Ket qua
No. Characteristic Unit Test method Re%rglgt}')llt)mtt Result
01:2021/NA)
Céc thong s6 nhém A
Thong s6 vi sinh vt
1 | Coliforms* CFU/100 mL | TCVN 6187-1:2019 <3 KPH
E. coli ¥ hodc }
2 | Coliform chiu nhiét CFU/100 mL | TCVN 6187-1:2019 <1 KPH
Théng so cam quan va vé co
3 [Clodutydo mg/L HANNA — HI 97701 0,2-1,0 1,10
x ¥ 2~ TINE
4 | Ddduc NTU TCVN 12402-1:2020 2 6,13 //—\
5 | Mausac* TCU TCVN 6185 - 2015 15 0,0 [ /TRunGT
Mtu Vl Kh;\ 7 O Kh,\ I3 i)- K]E"a\ SC
6 s Cam quan on‘% clg i, 0"\% (ig mt, K BENHT
£ : €\ N TINHNGH
7 [PH¥ TCVN 6492:2011 6,0-83 7,06 Rope
Cic thong s6 nhém B .
g | Liedu vang CFU/100mL | SMEWW 9213B <l KPH
(Staphylococcus aureus)
2 —~ :
g | e Kiusn ml CFU/100mL | TCVN 8881:2011 <1 KPH
(Ps.Aeruginosa)
Amoni ( NH3 va NHs" SMEWW 4500-NH3F 0,3
10| {inh theo N)* mg/L 2023 KPH(< 0,006)
11 | Antimon (Sb) mg/L [SO 15586 : 2003 0,02 KPH(< 0,001)
12 | Bari (Ba) mg/L TCVN 6660:2000 0,7 KPH(< 0,03)
Bor tinh chung cho ca mg/L TCVN 6635:2000 0,3
13 Borat va axit Boric (B) i KPH(<0,012)
: mg/L ISO 15586 : 2003 0,003 KPH
14 | Cadmi (Cd) (< 0,00003)
15 | Chi (Plumbum) (Pb) mg/L ISO 15586 : 2003 0,01 KPH(< 0,0006)

1.Cac két qua thir nghiém ghi trong phiéu ndy chi c6 gia trj d6i véi miu thir nghiém/Test result are valid for the submitted sample(s) only.

2.Khong dugec trich dAn mét phén phiéu két qua thir nghiém néu khong c6 sy dong y bing vin ban cia Trung tim kiém soat bénh tit Nghe An /
The test report must not be reproduced without the written approval of Nghé An Center for disease control

3.Tén mdy, tén khach hang dugc ghi theo yéu cdu cta noi giri méﬁ/ Name of sample(s) and customer are written as customer's request.

4.Phiéu két qua nay dugc 1am thanh 03 ban: 02 ban tra cho khach hang, 01 ban luu tai Khoa Xét Nghi¢m/
The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department

5% Chi tiéu dugc cong nhan ISO/IEC 17025:2017/*Tests area ccredited ISO/IEC 17025:201

6** Chi tiéu sir dung don vij bén ngoai/** External unit usage criteria

BM 7.8.01 Lén ban hanh: 1 Soat xét; 1


mailto:xetnghiemdpna@gmail.com

CENTERS FOR DISEASE CONTROL (CDC)

SO Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT

Dia chi/Address: 140 Pudng Lé Hong Phong,Phudng Trudng Vinh, Tinh Nghé An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT
Gioi han toi da
TT Tén chi tiéu Don vi Phuong php thir cho pn Két qua
No. Characteristic Unit Testgn?ethlo)d Re‘%’é"g'i_)lrf" i Res(Llllt
; 01:2021/NA)
16 | Chi sb Pecmanganat* mg/L TCVN 6186-1996 2 1,6
17 | Chloride ( CI- )* mg/L TCVN 6194-1996 250 16,31
18 | Chromi (Cr) mg/L ISO 15586 : 2003 0,05 KPH(< 0,0003)
19 | Pdng (Cuprum)(Cu) mg/L TCVN 6193-1996 I KPH(< 0,006)
20 | D6 cing tinh theo CaCO3* mg/L TCVN 6224 -1996 300 86
21 | Fluor (F) melt TCVN 6494-1:22011 L3 0,714
22 | Kém (Zincum) (Zn) mg/L TCVN 6193-1996 2 KPH(< 0,006)
L )
23 | Man gan (Mn) mg/ SMEWW 3111B: Ol 0,053
24 | Natri (Na) mg/ls TCVN 6660:2000 &b 7,465
25 | Nickel (Ni) g 1SO 15586 : 2003 el KPH(< 0,0006)
26 | Nitrat ( NOs tinh theo N)* mg/L TCVN 6180-1996 - 0,312
27 Nitrit ( NOz" tinh theo N )* mg/L TCVN 6178-1996 0,05 KPH(< 0,003)
28 | Sht (Ferrum) (Fe)* mg/L s 0,3 0,17
29 | Seleni (Se) mg/L B e 0,01 KPH(< 0,0006)
30 | Sunphat mg/L TCVN 6494-1:2011 250 KPH(< 0,006)
31 (TI_?;)Y ngan (Hydrargyrum) mg/L TCVN 7877-2008 0,001 KPH(< 0,0006)
TOng chat ran hoa tan mg/L SMEWW 2540 C: 1000
32 | D3 2023 115
33 | Xyanua (CN)* mg/l | TcvN 6181-1996 s KPH(< 0,003)
34 |24-D pell. US EPA 8321B:2007 ) KPH(< 3)
35 [2,4-DB ne/L US EPA 8321B:2007 0 KPH(< 3)
36 | Dichloprop nerl US EPA 8321B:2007 100 KPH(< 3)
37 | Fenoprop g/l US EPA 8321B:2007 ? KPH(< 3)
38 | MCPA ne/L US EPA 8321B:2007 2 KPH(< 0,6)
39 | Mecoprop ne/L US EPA 8321B:2007 10 KPH(< 3)
40 | Cyanazine g/l US EPA 536:2007 0,6 KPH(< 0,18)
41 | Hydroxyatrazine e/l US EPA 536:2007 200 KPH(< 0,3)
1.C4c két qua thir nghiém ghi trong phiéu ndy chi c6 gié tri d6j véi mau thir nghiém/Test result are valid for the submitted sample(s) only.
2.Khong dugc trich dn mot phin phiéu két qua thir nghiém néu khong c6 si dong y bing viin ban ctia Trung tim kiém sodt bénh tat Nghg An /
The test report must not be reproduced without the written approval of Nghé An Center for disease control
3.Tén mdy, tén khach hang dugce ghi theo yéu chu ctia noi giri mau/ Name of sample(s) and customer are written as customer 's request.
4.Phiéu két qua nay dugc [am thanh 03 ban: 02 ban tra cho khach hang, 01 ban luu tai Khoa Xét Nghi¢m/
The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department
5*.Chi tidu dugc cong nhan ISO/IEC 17025:2017/*Tests area ccredited ISO/[EC 17025:201
6**.Chi tiéu sir dung don vi bén ngodi/** External unit usage criteria
BM 7.8.01 Lan ban hanh: 1 Sodt xét: 1



mailto:xetnghiemdpna@gmail.com

SO Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT

CENTERS FOR DISEASE CONTROL (CDC)

Dia chi/Address: 140 Puong Lé Hong Phong,Phudng Trudng Vinh, Tinh Ngh¢ An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT
Gié’ihhanhtf)i da
A 2 jon ; - ép y
TT Tén chi tiéu Pon vi Phuong phap thir clo pasp Ket qua
No. Characteristic Unit Test method Regg&l((gt}‘)l}t’m gk Result
01:2021/NA)
42 | Simazine e/l US EPA 536:2007 2 KPH(<0,3)
43 | Molinate ne/L US EPA 536:2007 6 KPH(< 0,3)
Atrazine va cac dan xuat
44 | chloro-s-triazine pg/L US EPA 536:2007 100 KPH(< 0,3)
45 | Aldicarb pe/L US EPA 8321B:2007 10 KPH(< 0,9)
46 | Carbofuran g/l US EPA 8321B:2007 5 KPH(< 0,9)
47 | Chlorpyrifos ne/L US EPA 8321B:2007 30 KPH(< 0,9)
48 | Clorotoluron pg/L US EPA 8321B:2007 30 KPH(< 0,9)
49 | Isoproturon pg/L US EPA 8321B:2007 9 KPH(< 0,9)
50 | Pendimetalin gL US EPA 8321B:2007 20 KPH(<0,9)
51 | Propanil ne/L US EPA 8321B:2007 20 KPH(<0,9)
ng/L
52 | Bromat US EPA method 10 KPH(< 1,5)
300-1:1999
he/L US EPA Method
0,2 KPH(< 0,06
ol 8270E:2018 = 200) .
3o dinxud he/L US EPA Method AL
1 KPH(< 0,3
54 | DDT va c4c dan xuét L ! (<0,3) ~ %&\
pg/L KPH(< 1,5) i1 |\ &
Methoxychl US EPA Method ,
| 8270E:2018 ) j/
. . pg/L - LY LY
P th US EPA Method 20 KPH(< 1,5)" [/
o | S 8270E:2018 ( ) A
il he/L US EPA Method
20 KPH(< 1,5
57 | Trifuralin R270E2018 ( )
: ne/L :
24,6-T ] US EPA Method 200 KPH(< 1,5
58 |2,4,6 - Tricloropheno 2270B5018 ( )
59 | 1,11 - Tricloroetan ne/L EPA 524.2.1995 2000 KPH(<1,5)
60 | 1,2 - Dicloroetan ng/L EPA 524.2,1995 30 KPH(< 1,5)
61 | 1,2 - Dicloroeten ne/L EPA 524.2,1995 50 KPH(< 1,5)
62 | Cacbontetraclorua pg/L EPA 524.2,1995 2 KPH(< 0,3)
63 | Diclorometan g/l EPA 524.2,1995 20 KPH(< 1,5)
64 | Tetracloroeten pe/L EPA 524.2,1995 40 KPH(< 1,5)

1.Céc két qua thir nghi¢m ghi trong phiéu nay chi c6 gia tri dbj véi miu thir nghiém/Test result are valid for the submitted sample(s) only.

.2.Khong dugc trich din mét phin phiéu két qua thir nghiém néu khong c6 sy déng y bing vin ban ctia Trung tim kiém soat bénh tat Nghé An /

The test report must not be reproduced without the written approval of Nghé An Center for disease control
3.Tén mau, tén khach hang dugc ghi theo yéu cau ciia noi giri m?l{:/ Name of sample(s) and customer are written as customer's request.
4.Phiéu két qua nay duoc lam thanh 03 béan: 02 ban tra cho khach hang, 01 ban luu tai Khoa Xét Nghi¢m/

The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department
5* Chi tiéu dugc cong nhéin ISO/IEC 17025:2017/*Tests area ccredited ISO/IEC 17025:201

6** Chi tiéu sir dung don vi bén ngodi/** External unit usage criteria

BM 7.8.01 Lan ban hinh: 1 Soat xét: 1


mailto:xetnghieindpna@gmail.com

SO Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT
CENTERS FOR DISEASE CONTROL (CDC)

Dia chi/Address: 140 Puong Lé Héng Phong,Phuong Trudng Vinh, Tinh Nghé An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT
Gié'ihh@ﬂht,ﬁi da
5 g s i ! S g cho phé P
Mo | Chmemien, Uit | TR | Reguurimic |
01:2021/NA)

65 | Tricloroeten g/l EPA 524.2,1995 20 KPH(<1.5)
66 | Benzen ng/L EPA 524.2.1995 10 KPH(< 1,5)
67 | Etylbenzen ng/L EPA 524.2.1995 300 KPH(< 1,5)
68 | Styren ng/L EPA 524.2,1995 20 KPH(< 1,5)
69 | Toluen ng/L EPA 524.2,1995 700 KPH(< 1.5)
70 | Xylen ng/L EPA 524.2,1995 500 KPH(< 1,5)
71 | 1,2 - Diclorobenzen ne/L EPA 524.2,1995 1000 KPH(<1,3)
72 | Monoclorobenzen ne/L EPA 524.2,1995 300 KPH(< 1.5)
73 | Triclorobenzen ne/L EPA 524.2,1995 20 KPH(< 1,5)
74 | Hexacloro butadien ng/L EPA 524.2,1995 0,6 KPH(< 0,15)
7 | logons e EPA 524.2,1995 1 KPH(< 0,3)
76 | 1,2 - Dicloropropan e/l EPA 524.2,1995 40 KPH(< 1,5)
77 | 1,3 - Dichloropropen ng/L EPA 524.2,1995 20 KPH(< 1,5)
78 | Bromodichloromethane ng/L EPA 524.2,1995 60 KPH(< 1,5)
79 | Bromoform ne/l EPA 524.2,1995 100 KPH(< 1.,5)
80 | Chloroform ng/l EPA 524.2,1995 300 KPH(< 1,5)
81 | Dibromochloromethane pg/L EPA 524.2,1995 100 KPH(< 1,5)

HOA-CHEMICAL VI SINH-MICROBIOLOGY

Ghi chii: KPH : Khong phat hién cé nghia la dieéi nguong phat hién cia phieong phap

PHONG KIEM NGHIEM

LAB

Dwong Thi Théao

)

Tran Thi Quyén

Phan Thanh Hai

) i Nghé An, ngay 2
PHO TRUONG KHOA Pl
VICE HEAD OF DEPARTMENT

1.Céc két qua thir nghiém ghi trong phiéu nay chi c6 gia tri dbi voi mAu thir nghiém/Test result are valid for the submitted sample(s) only.

2.Khong dugec trich din mét phan phiéu két qua thir nghiém néu khong cé sy d
The test report must not be reproduced without the written g,

3.Tén mAu, tén khach hang dugc ghi theo yéu cu ctia noi giri m
4.Phiéu két qua nay duoc lam thanh 03 ban: 02 ban tra cho khach hang, 01 ban luu tai Khoa Xét Nghi¢m/

A

roval of Nghé An Center for disease control
u/ Name of sample(s) and customer are written as customer s request.

The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department
5* Chi tiéu dugc cong nhin ISO/IEC 17025:2017/*Tests area ccredited ISO/[EC 17025:201
6** Chi tiéu sir dung don vi bén ngodi/** Lxternal unit usage criteria

ong y bing van ban ctia Trung tdm kiém sodt bénh tit Ngh¢ An /

BM 7.8.01

Lén ban hanh: 1

Soat xét: 1




SO Y TE NGHE AN

NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT
W A ' CENTERS FOR DISEASE CONTROL (CDC)

“’é;‘f ”»“-.f R / \( )k’é%(g Address: 140 Puong Lé Hong Phong,Phudng Truong Vinh, Tinh Ngh¢ An/
A VLAT 1 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
niio ISONEC 17025:€ DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

 PHIEU KET QUA THU NGHIEM [ S8/No : 976/PKN-KSBT |
TEST REPORT

1. Tén miu/Name of sample: NuGc may Ma sb/Code:  250940/81
2. Vi tri lay mAu/Sampling locations: Nha mdy nudc Dién Pdng
X6m Téan Pha Quang Chau , tinh Nghé An

3. M ta mau/Description: Can nhya 5L x 1 can ,1500m]/chai nhya kin x 2 chai,

500mL/chai nit mai x 2 chai ( Can nhua, Chai nhua, chai thiy tinh ¢ niém phong)
4. Ngay gio' nhadn mAu/Sample date and time:  Ngay 19/9/2025
5. Nguoi giao mau/SampIe delivery man: CN Hoan — Khoa SKMT& YTTH Trung tdm KSBT Nghé An
6. Ngay gi®’ thir nghiém miu/Sample test date and time: Ngay 19/9/2025 dén ngay 21/11/2025
7. Két qua thir nghiém/Test result:

Gidi han téon da
A 2 tia . ho ph P S
TT Tén chi tiéu Don vi Phuong phap thir - Ket qua
No. Characteristic Unit Test method Reg(,rglgt}')llt)mtt Result
01:2021/NA)
Céc théng s6 nhém A
Théng s6 vi sinh vdt
1 | Coliforms* CFU/100 mL | TCVN 6187-1:2019 <3 KPH
E. coli * hodc wy
2 | Goliform chiu nhiét CFU/100 mL , TCVN 6187-1:2019 <1 KPH
Théng so cam quan va vé co
Wl i i mgL™ T HANNA — HI 97701 0.2=T,0 12 /ﬁ
ol e NTU TCVN 12402-1:2020 2 7,46 / pZSe
5 |Mausac® TCU TCVN 6185 - 2015 15 0,0 {,f>( KIEM SOA
— t ,ENH TA
6 Mui, vi Cam quan Khongl(ig mui, Khon\%cjg r? Al iNGHEf
7 | PH? TCVN 6492:2011 6,0 -8, ™ Ny
Cic thong s6 nhém B pT
g | Tvcauvang CFU/100mL | SMEWW 9213B <1 KPH
(Staphylococcus aureus)
A 9 i *
g | Truc khun mi xanh CFU/100 mL | TCVN 8881:2011 <1 KPH
et SMEWW 43500-NH3F 0,3
Amoni ( NH3 va NHz -NH; ;
10| {inh theo N)* mg/L 2023 KPH(< 0,006)
11 | Antimon (Sb) mg/L [SO 15586 : 2003 0,02 KPH(< 0,001)
12 | Bari (Ba) mg/L TCVN 6660:2000 0,7 KPH(< 0,03)
Bor tinh chung cho ca mg/L TCVN 6635:2000 0,3
13 Borat va axit Boric (B) .S() —— it KPH(< 0,012)
) mg/L I : : KPH
14 | Cadmi (Cd) (< 0,00003)
15 | Chi (Plumbum) (Pb) mg/L ISO 15586 : 2003 0,01 KPH(< 0,0006)
16 | Chi sb Pecmanganat* mg/L TCVN 6186-1996 2 1,86

1.Céc két qua thir nghlem ghi trong phi iéu ndy chi ¢é gié trj d01 v6i miu thir nghlém/ Test result are valid for the submitted sample(s) only.

2.Khéng dugc trich ddn mdt phén phiéu két qua thir nghiém néu khdng 6 su dong y bing vin ban ctia Trung tam kiém soat bénh tit Nghé An /
The test report must not be reproduced without the written approval of Nghé An Center for disease control

3.Tén mAy, tén khach hang dugc ghi theo yéu ciu cia noi g mﬂﬁ/ Name of sample(s) and customer are written as customer's request.

4.Phidu két qua nay duoc 1am thanh 03 ban: 02 ban tra cho khéch hang, 01 ban luu tai Khoa Xét Nghi¢m/
The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department

5* Chi tiéu duge cong nhén ISO/IEC 17025:2017/*Tests area ccredited ISO/IEC 17025:201

6** Chi ti¢u sir dung don vi bén ngoai/** Exrernal unit usage criteria

BM 7.8.01 Lén ban hanh: 1 Sodt xét: 1
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SO Y TE NGHE AN
NGHE ANADEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT
CENTERS FOR DISEASE CONTROL (CDC)

Dia chi/Address: 140 Duéng Lé Hong Phong,Phuong Trudng Vinh, Tinh Nghé An/
140 Le Hong Phong Street, Truong Vinh Ward, Nghe An Province
DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT
Gio1i han t6i da
TT Tén chi tidu Pon vi Phwong phap thir cho phep Két qui
No. Characteristic Unit Test n?ethgd R eg(,rél(.(éri‘)lgm t ReS(L]llt
01:2021/NA)
17 | Chloride ( CI- )* mg/L TCVN 6194-1996 250 18,43
18 | Chromi (Cr) mg/L ISO 15586 : 2003 0,05 KPH(< 0,0003)
19 | Pdng (Cuprum)(Cu) mg/L TCVN 6193-1996 I KPH(< 0,006)
20 | D6 cing tinh theo CaCO3* mg/L TCVN 6224 -1996 300 106
21 | Fluor (F) mg/L. TCVN 6494-1:2011 1,5 0,159
22 | K&m (Zincum) (Zn) mg/L TCVN 6193-1996 2 KPH(< 0,006)
L
23 | Man gan (Mn) meg/ SMEWW 3111B: o 0,058
24 | Natri (Na) mg/L TCVN 6660:2000 200 7,934
25 | Nickel (Ni) mgrl ISO 15586 : 2003 007 KPH(< 0,0006)
26 | Nitrat ( NOs- tinh theo N)* mg/L TCVN 6180-1996 2 0,275
28 | Skt (Ferrum) (Fe)* mg/L. S i 0,3 0,158
29 | Seleni (Se) mg/L SRR SR 0,01 KPH(< 0,0006)
30 | Sunphat mg/L TCVN 6494-1:2011 250 KPH(< 0,006)
31 (Tl';g)y ngén (Hydrargyrum) mg/L TCVN 7877-2008 0,001 KPH(< 0,0006)
32 Tc”)né chat ran hoa tan mg/L SMEWW 2540 C: 1000 137
(TDS) 2023
33 | Xyanua (CN)* mgk TCVN 6181-1996 G2 KPH(< 0,003)
34 [2,4-D ng/L US EPA 8321B:2007 30 KPH(< 3)
35 |2,4-DB ne/l US EPA 8321B:2007 90 KPH(< 3)
36 | Dichloprop pe/l US EPA 8321B:2007 100 KPH(< 3)
37 | Fenoprop g/l US EPA 8321B:2007 9 KPH(< 3)
38 | MCPA ng/l US EPA 8321B:2007 2 KPH(< 0,6)
39 | Mecoprop ng/L US EPA 8321B:2007 10 KPH(< 3)
40 | Cyanazine ng/L US EPA 536:2007 0,6 KPH(< 0,18)
41 | Hydroxyatrazine e/l US EPA 536:2007 200 KPH(< 0,3)
42 | Simazine ng/L US EPA 536:2007 2 KPH(< 0,3)
1.Céc két qua thir nghiém ghi trong phiéu ndy chi c6 gié tri d6i voi miu thir nghiém/Test result are valid for the submitted sample(s) only.
2.Khdng durgc trich din mot phén phiéu két qua thir nghiém néu khong c6 sy dong y biing van ban cta Trung tdm kiém soat bgnh tat Ngh¢ An /
The test report must not be reproduced without the written a?roval of Nghé An Center for disease control
3.Tén mdy, tén khach hang dugc ghi theo yéu cdu cua noi giri miu/ Name of sample(s) and customer are written as customer's request.
4.Phiéu két qua nay dugc [am thanh 03 ban: 02 ban tra cho khdch hang, 01 béan luu tai Khoa Xét Nghi¢m/
The test result are printed in 03 documents: 02 document is given to customer; 01 document is stored at Testing Department
5* Chi tiéu dugc cong nhan ISO/IEC 17025:2017/*Tests area ccredited ISO/IEC 17025:201
6**,Chi ti¢u sir dung don vi bén ngoai/** External unit usage criteria
BM 7.8.01 L4n ban hanh: 1 Soat xét: 1
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